
SOIB‐SOIA‐7‐002(157)017
US‐2 ‐ 32nd Ave ‐ 11th St 
Williston, North Dakota

Item 
#

Utility P&P Sht #
Cross Section 

Sht. #
Approx. Sta.

To           
Approx. Sta.

Approx.   
Length, # 
of Units

Max Cut / Fill Location Comments Type of Facility
1 State
2 Utility

Offset
Non‐Reimbursable/ 

Reimbursable

1 2 3 915+25 915+25 113' ‐3.2'/5.4' Inside Oasis Easement Protect In Place Buried Oil/Gas Line 1 Crossing N/A
3 3,18 5,53,54 49' 0.4' Inside Oasis Easement Relocate/Adjust Buried Oil/Gas Line 1 Left Reimbursable
4 3,18,19 5,53  709+90 712+51 261' ‐3.7'/2.9' Inside Oasis Easement Relocate/Adjust Buried Oil/Gas Line 1 Left Reimbursable

5 3, 18 5,52
918+64/ 
707+90

920+08/ 
707+90

144' ‐3.2'/8.2' Inside Oasis Easement Relocate/Adjust Buried Oil/Gas Line 1 Right Reimbursable

6 15,16 57,58 504+85 506+60 200' ‐5'/3.4' Inside Oasis Easement Relocate/Adjust Buried Oil/Gas Line 1 Right, Crossing Reimbursable
7 16 57,58 506+75 511+66 520' 6.7' Inside Oasis Easement Relocate/Adjust Buried Oil/Gas Line 1 Right, Crossing Reimbursable
8 16,17,18 50 thru 52 700+50 707+00 688' ‐3.5'/8.2' Inside Oasis Easement Relocate/Adjust Buried Oil/Gas Line 1 Right Reimbursable

9 10,11 22,23 29+60 30+87 70' 4.0' Inside Right‐of‐Way Relocate/Adjust Buried Gas Line 2 Crossing Non‐Reimbursable
10 11,11a 32,33 965+30 967+96 257' 6.1' Inside Right‐of‐Way Relocate/Adjust Buried Gas Line 2 Crossing Non‐Reimbursable
11 11,11a 32,33 965+33 967+50 257' 6.1' Inside Right‐of‐Way Relocate/Adjust Buried Gas Line 2 Crossing Non‐Reimbursable
12 15 50 504+60 505+80 125' 0,0' Inside Right‐of‐Way Protect In Place Buried Gas Line 2 Crossing, Left Non‐Reimbursable
13 15,16 50 505+80 507+15 130' ‐5' Inside Right‐of‐Way Relocate/Adjust Buried Gas Line 2 Crossing, Left Non‐Reimbursable
14 16,17 50 699+80 701+95 459' 3.3' Inside Right‐of‐Way Protect In Place Buried Gas Line 2 Crossing, Left Non‐Reimbursable
15 20 42 948+40 948+40 125' ‐2' Inside Right‐of‐Way Protect In Place Buried Gas Line 2 Crossing, Left N/A

16 Wilstn Bas Fuel 19 54 thru 56 715+10 716+33 217' 0.0' Inside WBI Easement Protect In Place Buried Fuel Line 2 Crossing N/A

17 7,7a 16 11+36 12+14 234' ‐3.7'/8.0' Inside Right‐of‐Way Protect In Place Over Head Electric 2 Crossing N/A
18 11 23,24 32+60  32+60 66' 0.2' Inside Right‐of‐Way Relocate/Adjust Over Head Electric 2 Crossing Non‐Reimbursable
19 11,11a 33 966+25 966+25 173' 1.4'/6.5' Inside Right‐of‐Way Relocate/Adjust Over Head Electric 2 Crossing Non‐Reimbursable
20 15,16 57,58 504+80 507+61 285' 3.0' Inside Right‐of‐Way Relocate/Adjust Buried Electric 2 Right, Crossing Non‐Reimbursable
21 16,17 12 thru 14 700+16 701+95 214' 1.5' Inside Right‐of‐Way Relocate/Adjust Buried Electric 2 Right Non‐Reimbursable
22 23 49 545+40 545+80 40' 0.0' Inside Right‐of‐Way Relocate/Adjust Buried Electric 2 Left Non‐Reimbursable

23 18 52 2 8.3' Inside Right‐of‐Way Relocate/Adjust Power Pole 2 Crossing Non‐Reimbursable

24 3,18 5,53
920+50/ 
707+00

922+00/ 
709+60

290' 7.0' Inside Right‐of‐Way Relocate/Adjust Over Head Electric 2 Crossing Non‐Reimbursable

25 16,17,18 48 thru 53 699+85 07+07 646 ‐1.9/6.3 Inside Right‐of‐Way Relocate/Adjust Over Head Electric 2 Left Non‐Reimbursable
26 17 14 thru 16 2 0.4'/6.3' Inside Right‐of‐Way Relocate/Adjust Power Pole 2 Left Non‐Reimbursable
27 17 14 thru 16 1 6.3' Inside Right‐of‐Way Relocate/Adjust Wire DN Guy 2 Left Non‐Reimbursable
28 18, 19 54 thru 56 710+40 711+10 132' ‐4.3' Inside Right‐of‐Way Relocate/Adjust Buried Electric  2 Crossing Non‐Reimbursable
29 19 54 thru 56 2 ‐4.3' Inside Right‐of‐Way Relocate/Adjust Elec Box Locker 2 Left Non‐Reimbursable

MWEC 

MDU Electric

Utility Conflict Summary and Sheet Index

919+51/ 920+00/ 709+90

707+03

700+ 90/ 703+90
700+90

710+60/ 711+05

Oasis

MDU Gas
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30 3,18 5,53
919+59/ 
710+11

920+81/ 
710+13

130' ‐2.4'/2.9' Inside Right‐of‐Way Protect In Place Buried Fiber Cable 2 Left/ Crossing N/A

31 8,9,9a,20,21
18 thru 20, 43 

thru 49
17+55/ 
950+00

21+90/ 
956+50

520' ‐2.0'/6.1' Inside Right‐of‐Way Protect In Place Buried Fiber Cable 2 Crossing/ Left  N/A

32 9a,21 48 thru 49 958+35 958+35 104' ‐2.0' Inside Right‐of‐Way Protect In Place Buried Fiber Cable 2 Crossing/ Left  N/A

33 8,9,20 42
17+60/ 
950+05

18+80/ 
950+10

94' ‐1' Inside Right‐of‐Way Relocate/Adjust Buried Fiber Cable 2 Crossing  Non‐Reimbursable

34 20 42 949+75 949+80 100' ‐1' Inside Right‐of‐Way Relocate/Adjust Buried Fiber Cable 2 Crossing  Non‐Reimbursable

35 3,18 5,53
919+70/ 
709+95

920+81/ 
710+13

94' ‐2.4'/2.9' Inside Right‐of‐Way Protect In Place Buried Fiber Cable 2 Left/Crossing N/A

36 3,18 5,52
918+70/ 
707+25

920+90/ 
707+50

230' ‐2.4'/7.9' Inside Right‐of‐Way Relocate/Adjust Buried Fiber Cable 2 Right/ Crossing Non‐Reimbursable

37 3,18 5,53
920+50/ 
709+60

921+75/ 
710+00

96' ‐4.2' Inside Right‐of‐Way Relocate/Adjust Buried Fiber Cable 2 Left Non‐Reimbursable

38 4‐6 6‐13 922+20 4+60 1540' 6' Inside Right‐of‐Way Protect In Place Buried Fiber Cable 2 Right N/A

39 8,9,20 19,42
17+55/ 
950+25

18+85/ 
950+05

140' ‐2.0' Inside Right‐of‐Way Relocate/Adjust Buried Fiber Cable 2 Crossing Non‐Reimbursable

40 8a,9a,21 17,18,19
13+05/ 
954+60

19+00/ 
954+60

670' ‐5' Inside Right‐of‐Way Protect In Place Buried Fiber Cable 2 Right N/A

41 9a,21 19,42 953+00 956+60 491' 4.0' Inside Right‐of‐Way Relocate/Adjust Buried Fiber Cable 2 Right Non‐Reimbursable
42 9a 45 958+60 958+90 100' ‐0.5'/6.3' Inside Right‐of‐Way Relocate/Adjust Buried Fiber Cable 2 Crossing Non‐Reimbursable
43 9,9a 45 23+75 23+70 270' ‐0.5'/6.3' Inside Right‐of‐Way Relocate/Adjust Buried Fiber Cable 2 Crossing Non‐Reimbursable
44 10a thru 11a 19, 34 thru 40 957+10/  967+80 1040' ‐3.0'/2.9' Inside Right‐of‐Way Relocate/Adjust Buried Fiber Cable 2 Right Non‐Reimbursable
45 10a,22,23 48,49 958+80 961+90 535' 3.9' Inside Right‐of‐Way Relocate/Adjust Buried Fiber Cable 2 Left Non‐Reimbursable
46 11 thru 14 34 thru 41 968+00 985+00 1800' ‐2/2' Inside Right‐of‐Way Protect In Place Buried Fiber Cable 2 Right N/A
47 15,16 57 501+65 507+00 552' ‐0.5'/3.5' Inside Right‐of‐Way Relocate/Adjust Telephone Line 2 Right Non‐Reimbursable
48 15,16 57 504+10 507+00 250' ‐0.5'/3.5' Inside Right‐of‐Way Relocate/Adjust Telephone Line 2 Right Non‐Reimbursable
49 16 58 thru 59 508+00 511+13 310'[ 6' Inside Right‐of‐Way Relocate/Adjust Telephone Line 2 Left Non‐Reimbursable
50 17 50 1 0.0' Inside Right‐of‐Way Relocate/Adjust Telephone Pedestal 2 Right Non‐Reimbursable
51 17 50 1 ‐0.5' Inside Right‐of‐Way Relocate/Adjust Telephone Pedestal 2 Right Non‐Reimbursable
52 17 50 700+80 701+60 177' ‐0.5' Inside Right‐of‐Way Relocate/Adjust Telephone Line 2 Right Non‐Reimbursable
53 20 42 948+45 948+45 135' 0.3' Inside Right‐of‐Way Protect In Place Buried Fiber Cable 2 Crossing N/A
54 22 50 961+95 963+60 124' 1.0' Inside Right‐of‐Way Relocate/Adjust Buried Fiber Cable 2 Right Non‐Reimbursable
55 22,23 50 548+80 548+80 147' ‐0.5' Inside Right‐of‐Way Relocate/Adjust Telephone Line 2 Crossing Non‐Reimbursable

Mid‐Continent

702+25
700+90

Nemont
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56 3,18 5,53 4 3.0' Inside Right‐of‐Way Relocate/Adjust Highway Light Pole 1 Left N/A (Project)
57 3,18 5,53 1 3.1' Inside Right‐of‐Way Relocate/Adjust Traffic Control Box 1 Right N/A (Project)
58 3,18 5,6,53 2 7.32'/0.0' Inside Right‐of‐Way Relocate/Adjust Highway Light Pole 1 Various N/A (Project)

59 3,18 5,6,53
920+50/ 
707+90

921+70/ 
709+75

213' 3.0' Inside Right‐of‐Way Relocate/Adjust Over Head Electric 1 Left N/A (Project)

60 3,18 5,6,53 91' 7.32' Inside Right‐of‐Way Relocate/Adjust Over Head Electric 1 Right N/A (Project)
61 8 17,18 1 ‐0.5' Inside Right‐of‐Way Relocate/Adjust Highway Light Pole 1 Right N/A (Project)
62 8 17,18 2 6.4' Inside Right‐of‐Way Relocate/Adjust Highway Light Pole 1 Left N/A (Project)

63
8,8a,9a,10a, 
20 thru 23

18 thru 20, 43 
thru 49

15+20/ 
953+00

19+00/ 
965+00

762' ‐0.5'/6.4' Inside Right‐of‐Way Relocate/Adjust Buried Electric 1 Various N/A (Project)

64
8a,9a,21 thru 

23
18 thru 20, 43 

thru 49
13+00/ 
954+00

19+00/ 
965+00

941' 2.8' Inside Right‐of‐Way Relocate/Adjust Buried Electric 1 Various N/A (Project)

65 19 54 thru 56 4
0.0'/‐1.1'/     
‐0.5'/0.0'

Inside Right‐of‐Way Relocate/Adjust Highway Light Pole 1 Various N/A (Project)

66 21 45,46 3
‐0.5'/‐1.0'/    

‐1.4'
Inside Right‐of‐Way Relocate/Adjust Highway Light Pole 1 Left N/A (Project)

67 22 46,47 1 ‐0.5' Inside Right‐of‐Way Relocate/Adjust Highway Light Pole 1 Left N/A (Project)

68 3,18 5,53
920+60/ 
709+80

921+00/ 
709+95

47' 3.6' Inside Right‐of‐Way Relocate/Adjust Buried Water Line 2 Right N/A (Project)

69 3,4 5,6
921+80/ 
707+50

922+90/ 
709+60

94' 7.3' Inside Right‐of‐Way Relocate/Adjust Buried Water Line 2 Crossing N/A (Project)

70 15 57 501+65 505+65 400 5' Inside Right‐of‐Way Relocate/Adjust Buried Water Line 2 Crossing N/A (Project)
71 15,16 57,58 505+65 507+65 643' 8.4' Inside Right‐of‐Way Relocate/Adjust Buried Water Line 2 Left, Crossing N/A (Project)
72 19 54 thru 56 2 0.1' Inside Right‐of‐Way Relocate/Adjust Water Valve 2 Right N/A (Project)
73 19 54 thru 56 1 ‐0.5' Inside Right‐of‐Way Relocate/Adjust Inlet MH 2 Left N/A (Project)
74 20 42 152' ‐2.7' Inside Right‐of‐Way Relocate/Adjust Buried Water Line 2 Crossing N/A (Project)

957+20/957+75/ 959+05

708+80/ 709+77

711+05/712+50/        
714+40/716+10

948+00
715+75

Williston City 
Street Light and 

Signal

714+90

15+20/ 16+50

960+33

Williston City 
Water

710+05
920+25/ 921+95

17+25/ 951+00
921+95/ 707+00/ 708+80 
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75 13 37 41+70 41+12 52' ‐1.4' Inside Right‐of‐Way Protect In Place Buried Sanitary Line 2 Crossing N/A (Project)
76 13 37 975+50 975+60 46' ‐1.7' Inside Right‐of‐Way Protect In Place Buried Sanitary Line 2 Crossing N/A (Project)
77 3,18,19 54 thru 56 4 1.3'/1.0'/ 0.1' Inside Right‐of‐Way Relocate/Adjust Manhole 2 Various N/A (Project)
78 20 43 1 ‐1.4' Inside Right‐of‐Way Protect In Place Manhole 2 Crossing N/A (Project)
79 21 45,46 1 0.81' Inside Right‐of‐Way Protect In Place Manhole 2 Right N/A (Project)

Company Contact

Montana‐Dakota Utilities Co. (MDU) GAS
Montana‐Dakota Utilities Co. (MDU) ELEC.
Mount Willi Elec (MWEC)
Nemont
WBI
Oasis
Williston City
Williams Rural Water

darrin.sanford@wbienergy.com
jkillion@oasispetroleum.com

bobh@ci.williston.nd.us
keithhatter@nemont.net

(701) 651‐1123
(701) 580‐2841
(701) 609‐2716
(701) 577‐6368

darryl_cross@mmi.net
John.Persteins@MDU.com

benh@mwec.com

(701) 713‐0829
Phone Number

(701) 572‐1611
(701) 572‐1619 
(701) 577‐3765

David.Bell@MDU.com

Email

Wiilliston City 
Sanitary

Bob Hanson
Keith Hatter

John Persteins
David Bell
Ben Hettich
Albert Keyser

Mid‐Continent Communications Darryl Cross 

710+00/ 712+85/ 714+90/ 
948+10

Darrin Sanford
Jason Killion

955+80

Utility Contacts

a.keyser@fecinc.com



            unless otherwise noted.

NOTE: All stationing is based off of WB US Highway 2 alignment,
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JOB #   

GROSS MILES       NET MILES      PROJECT NUMBER \ DESCRIPTION

effective on the date the project is  advertised.

Department of Transportation and the Supplemental Specifications

2014 Standard Specifications adopted by the North Dakota

GOVERNING SPECIFICATIONS:

11

NDDOT DIV-DIST OR CONSULTANT FIRM

  

  

  

  

FHWA Project of Division Interest (PODI)

SOIB- SOIA-7-002(157)017

SOIB- SOIA-7-002(157)017

 

Williams County

 

 

SOIB- SOIA-7-002(157)017 20906

City of Williston

PCC Reconstruction, HBP Reconstruction, Storm Drains,
1.405 1.405

DESIGN DATA

Traffic Average Daily

Limited Access Control

Current   2015

Forecast  2040

Pass:  19670

Pass:  22720

Trucks:  2110

Trucks:  2630

Total:  21780

Total:  25350

Design Speed:  45 MPH

Bridges:  N/A

Pavement Design Life 30 (years) PCC

Minimum Sight Dist. for Stopping:  305 Ft

Clear Zone Distance:  22 Ft

Design Accumulated One-way Rigid ESALs:  3,918,006

Box Culverts, Traffic Signals, Lighting, Pavement Markings and Incidentals
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Scope of Work

Intersection Improvement

SOIB-SOIA-7-002(157)017

US-2 from 32nd Ave to 11th St.

Williston, ND

Sta. 908+94 to Sta. 984+66 (EB US-2)

STATE PROJECT NO.
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NO.

SHEET

NO.
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Utility Conflict Legend Sheet

Disturb Existing Utility Line
NDDOT Contractor to Not 

No Conflict,

part of the project)
(To be relocated or adjusted as 

Possible Conflict With Buried/Overhead Electrical,

(Utility Company to relocate or adjust)
Possible Conflict With Buried Sanitary Sewer

(Utility Company to relocate or adjust)
Possible Conflict With Buried Water

part of the project)
(To be relocated or adjusted as 

Possible Conflict With Highway Light Pole

Storm Sewer
Protect in Place

Buried Sanitary Sewer
Protect in Place

 Buried Water
Protect in Place

 Fiber Optic Line
Protect in Place

Buried Telephone
Protect in Place

Buried Gas/Fuel Line
Protect in Place

Buried/Overhead Electrical
Protect in Place

Project - Reimbursable)
(To be relocated or adjusted as part of

Possible Conflict With Buried Gas / Fuel Line

adjust - Non-Reimbursable)
(Utility Company to relocate or 

Buried/Overhead Electrical
Possible Conflict With 

adjust - Non-Reimbursable)
(Utility Company to relocate or 

 Fiber Optic Line
Possible Conflict With

adjust - Non-Reimbursable)
(Utility Company to relocate or 

Buried Telephone
Possible Conflict With 

- Non-Reimbursable)
(Utility Company to relocate or adjust
Possible Conflict With Fiber Optic Box

- Non-Reimbursable)
(Utility Company to relocate or adjust
Possible Conflict with Street Lighting

- Non-Reimbursable)
(Utility Company to relocate or adjust

Possible Conflict With Gas Valve

- Non-Reimbursable)
(Utility Company to relocate or adjust

Possible Conflict With Light Pole

adjust - Non-Reimbursable)
(Utility Company to relocate or 

 Buried Gas/Fuel Line
Possible Conflict With

STATE PROJECT NO.

ND

NO.

SHEET

NO.
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Utility Conflict Legend Sheet
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Intersection Improvement

Williston, ND

US-2 from 32nd Ave to 11th St.
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Utility Conflict - Plan & Profile
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Intersection Improvement

Williston, ND

US-2 from 32nd Ave to 11th St.
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Utility Conflict - Plan & Profile
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Sta 947+00 to Sta 953+00

Intersection Improvement

Williston, ND

US-2 from 32nd Ave to 11th St.
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Sta 953+00 to Sta 959+00

Intersection Improvement

Williston, ND

US-2 from 32nd Ave to 11th St.
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Utility Conflict - Plan & Profile
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Sta 959+00 to Sta 965+00

Intersection Improvement

Williston, ND

US-2 from 32nd Ave to 11th St.
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Sta 544+00 to Sta 550+00

Intersection Improvement

Williston, ND

US-2 from 32nd Ave to 11th St.
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PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

storm drain

Approximate

line location

sanitary sewer 

Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_RT1

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill-RT_IN

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-DG_11

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill-RT_IN

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-910+00.00

PR US-2 C1-BOTH DITCHES-910+00.00

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_RT1

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill-RT_IN

PR US-2 C1-BOTH DITCHES-T_EOL_RT PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-DG_11

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill-RT_IN

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-911+00.00

PR US-2 C1-BOTH DITCHES-911+00.00

PR US-2 C1-BOTH DITCHES-911+00.00

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

location
fuel line 
Approximate

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

line location

Fiber Optic 

Approximate

line location

Fiber Optic 

Approximate

line location

Fiber Optic 

Approximate
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Approximate

E
x
s
t 

R
/W

E
x
s
t 

R
/W

W
e
tl
a
n
d
 1

d

W
e
tl
a
n
d
 1

d

W
e
tl
a
n
d
 1

a

W
e
tl
a
n
d
 1

a

E
x
s
t 

R
/W

E
x
s
t 

R
/W

line location
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

912+00.00912+00.00

1845 1845

1860 1860

1875 1875

1845 1845

1860 1860

1875 1875

913+16.14913+16.14

SIOB-SOIA-7-002(157)017 2

912+43

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill-RT_IN

PR US-2 C1-BOTH DITCHES-T_EOL_RT PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-DG_11

PR US-2 C1-BOTH DITCHES-DG_1

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill-RT_IN

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT1

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-912+00.00

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate
location
fuel line 
Approximate

location
fuel line 
Approximate

line location

sanitary sewer 

Approximate

1852.93

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_RT1

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill-RT_IN

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-DG_11

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill-RT_IN

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-913+15.00

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate
location
fuel line 
Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

line location

Fiber Optic 

Approximate

line location

Fiber Optic 

Approximate
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Approximate

line location

Fiber Optic 

Approximate

S = 0.20%

S Inv. 1850.85

N Inv. 1851.05

Pipe Conduit 24IN - 98 LF

  Sta 912+43 - 87.8' Rt

Sta 912+43 - 11.2' Lt to
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

914+00.00914+00.00

1845 1845

1860 1860

1875 1875

915+00.00915+00.00

1845 1845

1860 1860

1875 1875

915+53.00915+53.00

SIOB-SOIA-7-002(157)017 3

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_RT1

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill-RT_IN

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-DG_11

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill-RT_IN

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-914+00.00

PR US-2 C1-BOTH DITCHES-914+00.00

PR US-2 C1-BOTH DITCHES-914+00.00

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_RT1

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill-RT_IN

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-DG_11

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-915+00.00

PR US-2 C1-BOTH DITCHES-915+00.00

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill-RT_IN

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RTPR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_RT1

PR US-2 C1-BOTH DITCHES-DG_EOP1

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_EOP

PR US-2 C1-BOTH DITCHES-B1_EOSB1_2

PR US-2 C1-BOTH DITCHES-T_FOC

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-T_Gutter

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_11

PR US-2 C1-BOTH DITCHES-DG_122

PR US-2 C1-BOTH DITCHES-DG_Tie_Cut_LT

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_BOC1

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-T_Tie_Cut_LT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-T_FOC1

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES-B1_EOP1PR US-2 C1-BOTH DITCHES-B1_BOC2

PR US-2 C1-BOTH DITCHES-B1_BOC11

PR US-2 C1-BOTH DITCHES-B1_EOSB1_21

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-T_Gutter1

PR US-2 C1-BOTH DITCHES-DG_EOSB21

PR US-2 C1-BOTH DITCHES-DG_EOSB2

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate
location
fuel line 
Approximate

location
OH line
Approximate
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N/A
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S = 0.23%

S Inv. 1853.33

N Inv. 1853.52

Pipe Conduit 24IN - 83 LF

  Sta 915+53 - 68.6' Rt

Sta 915+53 - 16.4' Lt to 
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

916+00.00916+00.00

1845 1845

1860 1860

1875 1875

917+00.00917+00.00

1845 1845

1860 1860

1875 1875

918+00.00918+00.00

SIOB-SOIA-7-002(157)017 4

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_RT1

PR US-2 C1-BOTH DITCHES-DG_EOP1

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT1

PR US-2 C1-BOTH DITCHES-DG_EOP

PR US-2 C1-BOTH DITCHES-B1_EOSB1_2

PR US-2 C1-BOTH DITCHES-T_FOC

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-T_Gutter

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_122

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-DG_13

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT1

PR US-2 C1-BOTH DITCHES-T_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RTPR US-2 C1-BOTH DITCHES-916+00.00

PR US-2 C1-BOTH DITCHES-916+00.00

PR US-2 C1-BOTH DITCHES-916+00.00

PR US-2 C1-BOTH DITCHES-916+00.00

PR US-2 C1-BOTH DITCHES-916+00.00 PR US-2 C1-BOTH DITCHES-916+00.00

PR US-2 C1-BOTH DITCHES-916+00.00

PR US-2 C1-BOTH DITCHES-916+00.00

PR US-2 C1-BOTH DITCHES-T_BOC1

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-T_FOC1

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES-B1_EOP1PR US-2 C1-BOTH DITCHES-B1_BOC2

PR US-2 C1-BOTH DITCHES-B1_BOC11

PR US-2 C1-BOTH DITCHES-B1_EOSB1_21

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-T_Gutter1

PR US-2 C1-BOTH DITCHES-DG_EOSB21

PR US-2 C1-BOTH DITCHES-DG_EOSB2

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate location
fuel line 
Approximate

location
OH line
Approximate

location
fuel line 
Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_RT1

PR US-2 C1-BOTH DITCHES-DG_EOP1

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_EOP

PR US-2 C1-BOTH DITCHES-B1_EOSB1_2

PR US-2 C1-BOTH DITCHES-T_FOC

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-T_Gutter

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES-DG_122

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-917+00.00

PR US-2 C1-BOTH DITCHES-917+00.00

PR US-2 C1-BOTH DITCHES-917+00.00

PR US-2 C1-BOTH DITCHES-917+00.00

PR US-2 C1-BOTH DITCHES-917+00.00

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_BOC1

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-T_FOC1

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES-B1_EOP1PR US-2 C1-BOTH DITCHES-B1_BOC2

PR US-2 C1-BOTH DITCHES-B1_BOC11

PR US-2 C1-BOTH DITCHES-B1_EOSB1_21

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-T_Gutter1

PR US-2 C1-BOTH DITCHES-DG_EOSB21

PR US-2 C1-BOTH DITCHES-DG_EOSB2

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate location
fuel line 
Approximate

location
OH line
Approximate

location
fuel line 
Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_RT1

PR US-2 C1-BOTH DITCHES-DG_EOP1

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_EOP

PR US-2 C1-BOTH DITCHES-B1_EOSB1_2

PR US-2 C1-BOTH DITCHES-T_FOC

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-918+00.00

PR US-2 C1-BOTH DITCHES-918+00.00

PR US-2 C1-BOTH DITCHES-918+00.00

PR US-2 C1-BOTH DITCHES-918+00.00

PR US-2 C1-BOTH DITCHES-918+00.00

PR US-2 C1-BOTH DITCHES-918+00.00

PR US-2 C1-BOTH DITCHES-918+00.00

PR US-2 C1-BOTH DITCHES-918+00.00

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-T_Gutter

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES-DG_122

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_BOC1

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-T_FOC1

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_RT

PR US-2 C1-BOTH DITCHES-B1_EOP1PR US-2 C1-BOTH DITCHES-B1_BOC2

PR US-2 C1-BOTH DITCHES-B1_BOC11

PR US-2 C1-BOTH DITCHES-B1_EOSB1_21

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-T_Gutter1

PR US-2 C1-BOTH DITCHES-DG_EOSB21

PR US-2 C1-BOTH DITCHES-DG_EOSB2

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

location
fuel line 
Approximate

location
fuel line 
Approximate

location
OH line
Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

919+00.00

1845 1845

1860 1860

1875 1875

920+00.00920+00.00

1845 1845

1860 1860

1875 1875

921+00.00921+00.00

SIOB-SOIA-7-002(157)017 5

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_EOP1

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_EOP

PR US-2 C1-BOTH DITCHES-B1_EOSB1_2

PR US-2 C1-BOTH DITCHES-T_FOC

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-T_Gutter

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-919+00.00

PR US-2 C1-BOTH DITCHES-919+00.00

PR US-2 C1-BOTH DITCHES-919+00.00

PR US-2 C1-BOTH DITCHES-919+00.00

PR US-2 C1-BOTH DITCHES-919+00.00

PR US-2 C1-BOTH DITCHES-919+00.00

PR US-2 C1-BOTH DITCHES-DG_122

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-919+10.00

PR US-2 C1-BOTH DITCHES-T_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_BOC1

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-T_FOC1

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP1PR US-2 C1-BOTH DITCHES-B1_BOC2

PR US-2 C1-BOTH DITCHES-B1_BOC11

PR US-2 C1-BOTH DITCHES-B1_EOSB1_21

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-T_Gutter1

PR US-2 C1-BOTH DITCHES-DG_EOSB21

PR US-2 C1-BOTH DITCHES-DG_EOSB2

PR US-2 C1-BOTH DITCHES-T_CL_RT

PR 32nd 6-ditch-707+09.00

PR 32nd 6-ditch-706+91.00

PR 32nd 6-ditch-707+08.00

PR 32nd 6-ditch-706+90.00

PR 32nd 6-ditch-707+60.00

PR 32nd 6-ditch-706+93.00 PR 32nd 6-ditch-706+92.00

PR 32nd 6-ditch-707+40.00

PR 32nd 6-ditch-706+95.00

PR 32nd 6-ditch-707+50.00

PR 32nd 6-ditch-706+94.00

PR 32nd 6-ditch-707+52.00

PR 32nd 6-ditch-707+30.00

PR 32nd 6-ditch-706+96.00

PR 32nd 6-ditch-707+54.00

PR 32nd 6-ditch-707+32.00

PR 32nd 6-ditch-707+10.00 PR 32nd 6-ditch-706+98.00

PR 32nd 6-ditch-707+42.00

PR 32nd 6-ditch-707+20.00

PR 32nd 6-ditch-706+97.00

PR 32nd 6-ditch-707+44.00

PR 32nd 6-ditch-707+22.00 PR 32nd 6-ditch-707+15.48 PR 32nd 6-ditch-707+11.00 PR 32nd 6-ditch-707+00.00 PR 32nd 6-ditch-706+99.00

PR 32nd 6-ditch-707+56.00

PR 32nd 6-ditch-707+34.00

PR 32nd 6-ditch-707+12.00 PR 32nd 6-ditch-707+01.00 PR 32nd 6-ditch-706+89.00

PR 32nd 6-ditch-707+58.00

PR 32nd 6-ditch-707+42.94 PR 32nd 6-ditch-707+36.00

PR 32nd 6-ditch-707+14.00 PR 32nd 6-ditch-707+03.00

PR 32nd 6-ditch-707+46.00

PR 32nd 6-ditch-707+24.00 PR 32nd 6-ditch-707+13.00 PR 32nd 6-ditch-707+02.00

PR 32nd 6-ditch-707+38.00

PR 32nd 6-ditch-707+16.00 PR 32nd 6-ditch-707+05.00

PR 32nd 6-ditch-707+48.00

PR 32nd 6-ditch-707+26.00 PR 32nd 6-ditch-707+15.00 PR 32nd 6-ditch-707+04.00

PR 32nd 6-ditch-707+18.00 PR 32nd 6-ditch-707+07.00

PR 32nd 6-ditch-707+28.00

PR 32nd 6-ditch-707+06.00

Exterior Boundary

line location

sanitary sewer 

Approximate

location
fuel line 
Approximate

location
fuel line 
Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-920+00.00

PR US-2 C1-BOTH DITCHES-920+00.00

PR US-2 C1-BOTH DITCHES-920+00.00

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-T_CL_RT

PR 32nd 6-ditch-709+82.00

PR 32nd 6-ditch-707+93.13

PR 32nd 6-ditch-707+80.00

PR 32nd 6-ditch-709+92.00

PR 32nd 6-ditch-709+70.00

PR 32nd 6-ditch-707+90.00

PR 32nd 6-ditch-709+84.00

PR 32nd 6-ditch-707+82.00 PR 32nd 6-ditch-707+81.65

PR 32nd 6-ditch-707+60.00

PR 32nd 6-ditch-710+09.97

PR 32nd 6-ditch-709+94.00

PR 32nd 6-ditch-709+72.00

PR 32nd 6-ditch-707+92.00

PR 32nd 6-ditch-707+83.13

PR 32nd 6-ditch-707+70.00

PR 32nd 6-ditch-709+86.00

PR 32nd 6-ditch-707+84.00

PR 32nd 6-ditch-707+62.00

PR 32nd 6-ditch-707+40.00

PR 32nd 6-ditch-709+96.00

PR 32nd 6-ditch-709+85.00

PR 32nd 6-ditch-709+74.00

PR 32nd 6-ditch-707+94.00

PR 32nd 6-ditch-707+72.00

PR 32nd 6-ditch-707+50.00

PR 32nd 6-ditch-709+98.00

PR 32nd 6-ditch-709+76.00

PR 32nd 6-ditch-707+96.00

PR 32nd 6-ditch-707+74.00

PR 32nd 6-ditch-707+52.00

PR 32nd 6-ditch-707+30.00

PR 32nd 6-ditch-710+00.00

PR 32nd 6-ditch-709+78.00

PR 32nd 6-ditch-708+00.00

PR 32nd 6-ditch-707+98.00

PR 32nd 6-ditch-707+76.00

PR 32nd 6-ditch-707+54.00

PR 32nd 6-ditch-707+32.00

PR 32nd 6-ditch-710+10.00

PR 32nd 6-ditch-709+88.00

PR 32nd 6-ditch-707+86.00

PR 32nd 6-ditch-707+79.15

PR 32nd 6-ditch-707+64.00

PR 32nd 6-ditch-707+42.00

PR 32nd 6-ditch-710+12.00

PR 32nd 6-ditch-709+68.00

PR 32nd 6-ditch-707+88.00

PR 32nd 6-ditch-707+66.00

PR 32nd 6-ditch-707+44.00

PR 32nd 6-ditch-707+22.00

PR 32nd 6-ditch-710+02.00

PR 32nd 6-ditch-709+70.07

PR 32nd 6-ditch-708+02.00

PR 32nd 6-ditch-707+78.00

PR 32nd 6-ditch-707+56.00

PR 32nd 6-ditch-707+34.00

PR 32nd 6-ditch-710+04.00

PR 32nd 6-ditch-707+58.00

PR 32nd 6-ditch-707+42.94

PR 32nd 6-ditch-707+36.00

PR 32nd 6-ditch-710+14.00

PR 32nd 6-ditch-709+90.15

PR 32nd 6-ditch-707+68.00

PR 32nd 6-ditch-707+46.00

PR 32nd 6-ditch-707+24.00

PR 32nd 6-ditch-710+06.00

PR 32nd 6-ditch-707+38.00

PR 32nd 6-ditch-707+48.00

PR 32nd 6-ditch-707+26.00

PR 32nd 6-ditch-710+08.00

PR 32nd 6-ditch-709+80.00

PR 32nd 6-ditch-707+90.78

PR 32nd 6-ditch-709+90.00

PR 32nd 6-ditch-707+28.00

line location

sanitary sewer 

Approximate

location
fuel line 
Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-DG_EOP1

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT1

PR US-2 C1-BOTH DITCHES-DG_EOP

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-B1_EOSB1_2

PR US-2 C1-BOTH DITCHES-T_FOC

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-T_Gutter

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-921+00.00

PR US-2 C1-BOTH DITCHES-921+00.00

PR US-2 C1-BOTH DITCHES-921+00.00

PR US-2 C1-BOTH DITCHES-921+00.00

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-DG_13

PR US-2 C1-BOTH DITCHES-T_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_BOC1

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-T_FOC1

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP1PR US-2 C1-BOTH DITCHES-B1_BOC2

PR US-2 C1-BOTH DITCHES-B1_BOC11

PR US-2 C1-BOTH DITCHES-B1_EOSB1_21

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Cut_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES-T_Gutter1

PR US-2 C1-BOTH DITCHES-DG_EOSB21

PR US-2 C1-BOTH DITCHES-DG_EOSB2

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

line location

storm drain

Approximate

line location

water line
Approximate

location
OH line
Approximate

location
OH line
Approximate

line location

storm drain

Approximate

N/A
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N/A
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N/A

N/A
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

921+69.65

1845 1845

1860 1860

1875 1875

922+00.00922+00.00

1845 1845

1860 1860

1875 1875

922+41.98922+41.98

SIOB-SOIA-7-002(157)017 6

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-DG_EOP1

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT1

PR US-2 C1-BOTH DITCHES-DG_EOP

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-B1_EOSB1_2

PR US-2 C1-BOTH DITCHES-T_FOC PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-T_Gutter

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-921+69.25

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-DG_13

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT1

PR US-2 C1-BOTH DITCHES-T_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_BOC1

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-T_FOC1

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP1PR US-2 C1-BOTH DITCHES-B1_BOC2

PR US-2 C1-BOTH DITCHES-B1_BOC11

PR US-2 C1-BOTH DITCHES-B1_EOSB1_21

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Cut_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES-T_Gutter1

PR US-2 C1-BOTH DITCHES-DG_EOSB21

PR US-2 C1-BOTH DITCHES-DG_EOSB2

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

location
OH line
Approximate

location
OH line
Approximate

line location

water line
Approximate

line location

storm drain

Approximate

line location

storm drain

Approximateline location

water line
Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-DG_EOP1

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT1

PR US-2 C1-BOTH DITCHES-DG_EOP

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-B1_EOSB1_2

PR US-2 C1-BOTH DITCHES-T_FOC

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-T_Gutter

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-922+00.00PR US-2 C1-BOTH DITCHES-922+00.00

PR US-2 C1-BOTH DITCHES-922+00.00

PR US-2 C1-BOTH DITCHES-922+00.00

PR US-2 C1-BOTH DITCHES-922+00.00

PR US-2 C1-BOTH DITCHES-922+00.00

PR US-2 C1-BOTH DITCHES-922+00.00PR US-2 C1-BOTH DITCHES-922+00.00 PR US-2 C1-BOTH DITCHES-922+00.00

PR US-2 C1-BOTH DITCHES-922+00.00

PR US-2 C1-BOTH DITCHES-922+00.00

PR US-2 C1-BOTH DITCHES-922+00.00

PR US-2 C1-BOTH DITCHES-DG_13

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT1

PR US-2 C1-BOTH DITCHES-T_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_BOC1

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-T_FOC1

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP1PR US-2 C1-BOTH DITCHES-B1_BOC2

PR US-2 C1-BOTH DITCHES-B1_BOC11

PR US-2 C1-BOTH DITCHES-B1_EOSB1_21

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES-T_Gutter1

PR US-2 C1-BOTH DITCHES-DG_EOSB21

PR US-2 C1-BOTH DITCHES-DG_EOSB2

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

location
OH line
Approximate

line location

water line
Approximate

line location

water line
Approximate

line location

sanitary sewer 

Approximate

location
OH line
Approximate

line location

water line
Approximate

line location

water line
Approximate

1855.06

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

E
x
s
t 

R
/W

E
x
s
t 

R
/W

line location

Fiber Optic 

Approximate

line location

Fiber Optic 

Approximate

S = 0.32%

S Inv. 1849.00

N Inv. 1849.50

36IN x 23IN - 157 LF

Pipe Conc Reinf Arch

  Sta 921+70 - 64' Rt

Sta 921+70 - 93' Lt to 

E
x
s
t 

R
/W

E
x
s
t 

R
/W

line location

Fiber Optic 

Approximate

line location

Fiber Optic 

Approximate

W
e
tl
a
n
d
 1

c

W
e
tl
a
n
d
 1

c

E
x
s
t 

R
/W

E
x
s
t 

R
/W

line location

Fiber Optic 

Approximate

line location

Fiber Optic 

Approximate

S = 4.71%

S Inv. 1849.80

N Inv. 1853.00

Pipe Conduit 24IN - 68 LF

  Sta 922+20 - 63.5' Rt

Sta 922+20 - 4.7' Lt to 

W
e
tl
a
n
d
 1

c

W
e
tl
a
n
d
 1

c

W
e
tl
a
n
d
 1

b

W
e
tl
a
n
d
 1

b
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7/25/2016 gporter L:\ND\Projects\Active 2015\Tx15125.00 - US-2 - 32nd Ave - 11th St Williston\700 - CAD\SOIA-7-002(157)017\Utilities\Sheets\200XS_001_UTIL.dgn11:52:25 AM



00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

923+00.00923+00.00

1845 1845

1860 1860

1875 1875

924+00.00924+00.00

1845 1845

1860 1860

1875 1875

925+00.00925+00.00

SIOB-SOIA-7-002(157)017 7

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RTPR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-DG_EOP1

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT1

PR US-2 C1-BOTH DITCHES-DG_EOP

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-B1_EOSB1_2

PR US-2 C1-BOTH DITCHES-T_FOC

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-923+00.00

PR US-2 C1-BOTH DITCHES-923+00.00

PR US-2 C1-BOTH DITCHES-923+00.00

PR US-2 C1-BOTH DITCHES-923+00.00

PR US-2 C1-BOTH DITCHES-923+00.00

PR US-2 C1-BOTH DITCHES-923+00.00

PR US-2 C1-BOTH DITCHES-923+00.00

PR US-2 C1-BOTH DITCHES-B1_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-T_Gutter

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-DG_13

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT1

PR US-2 C1-BOTH DITCHES-T_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_BOC1

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-T_FOC1

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP1PR US-2 C1-BOTH DITCHES-B1_BOC2

PR US-2 C1-BOTH DITCHES-B1_BOC11

PR US-2 C1-BOTH DITCHES-B1_EOSB1_21

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES-T_Gutter1

PR US-2 C1-BOTH DITCHES-DG_EOSB21

PR US-2 C1-BOTH DITCHES-DG_EOSB2

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximateline location

water line
Approximate

line location

water line
Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-DG_EOP1

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_EOP

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-B1_EOSB1_2

PR US-2 C1-BOTH DITCHES-T_FOC

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-924+00.00

PR US-2 C1-BOTH DITCHES-924+00.00

PR US-2 C1-BOTH DITCHES-924+00.00

PR US-2 C1-BOTH DITCHES-924+00.00

PR US-2 C1-BOTH DITCHES-924+00.00 PR US-2 C1-BOTH DITCHES-924+00.00

PR US-2 C1-BOTH DITCHES-924+00.00

PR US-2 C1-BOTH DITCHES-924+00.00

PR US-2 C1-BOTH DITCHES-924+00.00

PR US-2 C1-BOTH DITCHES-924+00.00

PR US-2 C1-BOTH DITCHES-B1_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-T_Gutter

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_BOC1

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-T_FOC1

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP1PR US-2 C1-BOTH DITCHES-B1_BOC2

PR US-2 C1-BOTH DITCHES-B1_BOC11

PR US-2 C1-BOTH DITCHES-B1_EOSB1_21

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES-T_Gutter1

PR US-2 C1-BOTH DITCHES-DG_EOSB21

PR US-2 C1-BOTH DITCHES-DG_EOSB2

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-DG_EOP1PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_EOP

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-B1_EOSB1_2

PR US-2 C1-BOTH DITCHES-T_FOC

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-925+00.00

PR US-2 C1-BOTH DITCHES-925+00.00

PR US-2 C1-BOTH DITCHES-925+00.00

PR US-2 C1-BOTH DITCHES-925+00.00

PR US-2 C1-BOTH DITCHES-925+00.00

PR US-2 C1-BOTH DITCHES-925+00.00

PR US-2 C1-BOTH DITCHES-925+00.00

PR US-2 C1-BOTH DITCHES-925+00.00

PR US-2 C1-BOTH DITCHES-925+00.00

PR US-2 C1-BOTH DITCHES-925+00.00

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-T_Gutter

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES-DG_12

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_BOC

PR US-2 C1-BOTH DITCHES-B1_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_BOC1

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-T_FOC1

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP1PR US-2 C1-BOTH DITCHES-B1_BOC2

PR US-2 C1-BOTH DITCHES-B1_BOC11

PR US-2 C1-BOTH DITCHES-B1_EOSB1_21

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES-T_Gutter1

PR US-2 C1-BOTH DITCHES-DG_EOSB21

PR US-2 C1-BOTH DITCHES-DG_EOSB2

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A
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x
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Fiber Optic 
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line location

Fiber Optic 
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Fiber Optic 

Approximate
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line location

Fiber Optic 

Approximate
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Fiber Optic 

Approximate
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

926+00.00926+00.00

1845 1845

1860 1860

1875 1875

927+00.00927+00.00

1845 1845

1860 1860

1875 1875

928+00.00928+00.00

SIOB-SOIA-7-002(157)017 8

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-926+00.00

PR US-2 C1-BOTH DITCHES-926+00.00

PR US-2 C1-BOTH DITCHES-926+00.00

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-B1_Med_CL

PR US-2 C1-BOTH DITCHES-T_Med-CL

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES- 3

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES- 1

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-927+00.00

PR US-2 C1-BOTH DITCHES-927+00.00

PR US-2 C1-BOTH DITCHES-927+00.00

PR US-2 C1-BOTH DITCHES-927+00.00

PR US-2 C1-BOTH DITCHES-927+00.00

PR US-2 C1-BOTH DITCHES-927+00.00

PR US-2 C1-BOTH DITCHES-927+00.00 PR US-2 C1-BOTH DITCHES-927+00.00PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-B1_Med_CL

PR US-2 C1-BOTH DITCHES-T_Med-CL

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES- 3

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES- 1

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-928+00.00

PR US-2 C1-BOTH DITCHES-928+00.00

PR US-2 C1-BOTH DITCHES-928+00.00

PR US-2 C1-BOTH DITCHES-928+00.00

PR US-2 C1-BOTH DITCHES-928+00.00

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-B1_Med_CL

PR US-2 C1-BOTH DITCHES-T_Med-CL

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES- 3

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES- 1

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

929+00.00929+00.00

1845 1845

1860 1860

1875 1875

930+00.00930+00.00

1845 1845

1860 1860

1875 1875

930+70.00930+70.00

SIOB-SOIA-7-002(157)017 9

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-929+00.00

PR US-2 C1-BOTH DITCHES-929+00.00

PR US-2 C1-BOTH DITCHES-929+00.00

PR US-2 C1-BOTH DITCHES-929+00.00

PR US-2 C1-BOTH DITCHES-929+00.00

PR US-2 C1-BOTH DITCHES-929+00.00

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-B1_Med_CL

PR US-2 C1-BOTH DITCHES-T_Med-CL

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES- 3

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES- 1

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-930+00.00

PR US-2 C1-BOTH DITCHES-930+00.00

PR US-2 C1-BOTH DITCHES-930+00.00

PR US-2 C1-BOTH DITCHES-930+00.00

PR US-2 C1-BOTH DITCHES-930+00.00 PR US-2 C1-BOTH DITCHES-930+00.00

PR US-2 C1-BOTH DITCHES-930+00.00

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-B1_Med_CL

PR US-2 C1-BOTH DITCHES-T_Med-CL

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES- 3

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES- 1

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-B1_Med_CL

PR US-2 C1-BOTH DITCHES-T_Med-CL

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES- 3

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-930+70.00

PR US-2 C1-BOTH DITCHES-930+70.00

PR US-2 C1-BOTH DITCHES-930+70.00

PR US-2 C1-BOTH DITCHES-930+70.00

PR US-2 C1-BOTH DITCHES-930+70.00

PR US-2 C1-BOTH DITCHES-930+70.00

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES- 1

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate
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7/25/2016 gporter L:\ND\Projects\Active 2015\Tx15125.00 - US-2 - 32nd Ave - 11th St Williston\700 - CAD\SOIA-7-002(157)017\Utilities\Sheets\200XS_001_UTIL.dgn11:52:30 AM



00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

931+00.00931+00.00

1845 1845

1860 1860

1875 1875

932+00.00932+00.00

1845 1845

1860 1860

1875 1875

933+00.00933+00.00

SIOB-SOIA-7-002(157)017 10

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-931+00.00

PR US-2 C1-BOTH DITCHES-931+00.00

PR US-2 C1-BOTH DITCHES-931+00.00

PR US-2 C1-BOTH DITCHES-931+00.00

PR US-2 C1-BOTH DITCHES-931+00.00

PR US-2 C1-BOTH DITCHES-931+00.00 PR US-2 C1-BOTH DITCHES-931+00.00

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-B1_Med_CL

PR US-2 C1-BOTH DITCHES-T_Med-CL

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES- 3

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES- 1

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-932+00.00

PR US-2 C1-BOTH DITCHES-932+00.00

PR US-2 C1-BOTH DITCHES-932+00.00

PR US-2 C1-BOTH DITCHES-932+00.00

PR US-2 C1-BOTH DITCHES-932+00.00

PR US-2 C1-BOTH DITCHES-932+00.00

PR US-2 C1-BOTH DITCHES-932+00.00

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-B1_Med_CL

PR US-2 C1-BOTH DITCHES-T_Med-CL

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES- 3

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES- 1

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-933+00.00

PR US-2 C1-BOTH DITCHES-933+00.00

PR US-2 C1-BOTH DITCHES-933+00.00 PR US-2 C1-BOTH DITCHES-933+00.00

PR US-2 C1-BOTH DITCHES-933+00.00

PR US-2 C1-BOTH DITCHES-933+00.00

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-BERM_RT

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-B1_Med_CL

PR US-2 C1-BOTH DITCHES-T_Med-CL

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_121

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-DG_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES- T_Hinge_Fill_LT

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-T_Tie_Fill_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_Tie_Fill_LT

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES- 3

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-BERM_LT

PR US-2 C1-BOTH DITCHES- 1

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate
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SIOB-SOIA-7-002(157)017 11

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-DG_13

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3

PR US-2 SCL2-4-ditch-both-T_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-HINGE_RT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_LT

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DITCH_BOTTOM_RT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES- 3

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-933+20.43

PR US-2 C1-BOTH DITCHES-933+20.43

PR US-2 C1-BOTH DITCHES- 1

PR US-2 C1-BOTH DITCHES-T_CL_RT

Exterior Boundary

Exterior BoundaryExterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-DG_13

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3

PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_11

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-2+00.00

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3

PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate
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SIOB-SOIA-7-002(157)017 12

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_11

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3

PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-3+00.00

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_11

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3

PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-3+85.00

PR US-2 SCL2-4-ditch-both-3+85.00

PR US-2 SCL2-4-ditch-both-3+85.00

PR US-2 SCL2-4-ditch-both-3+85.00

PR US-2 SCL2-4-ditch-both-3+85.00

PR US-2 SCL2-4-ditch-both-3+85.00

PR US-2 SCL2-4-ditch-both-3+85.00

PR US-2 SCL2-4-ditch-both-3+85.00

PR US-2 SCL2-4-ditch-both-DG_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_11

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3

PR US-2 SCL2-4-ditch-both-T_EOL_LTExterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate
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Sta 3+85 - 46' Lt to 
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SIOB-SOIA-7-002(157)017 13

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT PR US-2 SCL2-4-ditch-both-4+00.00

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_11

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3

PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-4+95.00

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-DG_13

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-5+00.00

PR US-2 SCL2-4-ditch-both-5+00.00 PR US-2 SCL2-4-ditch-both-5+00.00

PR US-2 SCL2-4-ditch-both-5+00.00

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-DG_13

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-6+00.00

PR US-2 SCL2-4-ditch-both-6+00.00

PR US-2 SCL2-4-ditch-both-6+00.00

PR US-2 SCL2-4-ditch-both-6+00.00

PR US-2 SCL2-4-ditch-both-6+00.00

PR US-2 SCL2-4-ditch-both-6+00.00

PR US-2 SCL2-4-ditch-both-6+00.00

PR US-2 SCL2-4-ditch-both-6+00.00

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A
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N/A
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150

150

180

180

210

210

240

240

270

270

300

300

1845 1845

1860 1860

1875 1875

7+00.007+00.00

1845 1845

1860 1860

1875 1875

7+50.017+50.01

1845 1845

1860 1860

1875 1875

8+00.008+00.00

SIOB-SOIA-7-002(157)017 14

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-7+00.00

PR US-2 SCL2-4-ditch-both-7+00.00

PR US-2 SCL2-4-ditch-both-7+00.00

PR US-2 SCL2-4-ditch-both-7+00.00

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_121

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LTExterior Boundary

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-7+50.00

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_121

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-8+00.00

PR US-2 SCL2-4-ditch-both-8+00.00

PR US-2 SCL2-4-ditch-both-8+00.00

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_121

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

N/A
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S = 0.13%

S Inv. 1848.20

N Inv. 1848.40

36IN x 23IN - 152 LF

Pipe Conc Reinf Arch
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150

150

180

180

210

210

240

240

270

270

300

300

1845 1845

1860 1860

1875 1875

9+00.00

1845 1845

1860 1860

1875 1875

10+00.00

1845 1845

1860 1860

1875 1875

11+00.0011+00.00

SIOB-SOIA-7-002(157)017 15

11+44.79

1845

1860

1875

1845

1860

1875

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-9+00.00

PR US-2 SCL2-4-ditch-both-9+00.00

PR US-2 SCL2-4-ditch-both-9+00.00

PR US-2 SCL2-4-ditch-both-9+00.00

PR US-2 SCL2-4-ditch-both-9+00.00

PR US-2 SCL2-4-ditch-both-9+00.00

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_121

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

location
OH line
Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-10+00.00

PR US-2 SCL2-4-ditch-both-10+00.00

PR US-2 SCL2-4-ditch-both-10+00.00

PR US-2 SCL2-4-ditch-both-10+00.00

PR US-2 SCL2-4-ditch-both-10+00.00 PR US-2 SCL2-4-ditch-both-10+00.00

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_121

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

location
OH line
Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-11+00.00

PR US-2 SCL2-4-ditch-both-11+00.00

PR US-2 SCL2-4-ditch-both-11+00.00

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_121

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

location
OH line
Approximate

location
gas line 
Approximate
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OH line
Approximate
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line location

Fiber Optic 
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S = 4.94%

S Inv. 1848.23

N Inv. 1852.38

Pipe Conduit 24IN - 84 LF

  Sta 11+45 - 105.7' Rt

Sta 11+45.5 - 21.8' Rt to
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14+00.0014+00.00

SIOB-SOIA-7-002(157)017 16

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RTPR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-12+00.00

PR US-2 SCL2-4-ditch-both-12+00.00

PR US-2 SCL2-4-ditch-both-12+00.00

PR US-2 SCL2-4-ditch-both-12+00.00

PR US-2 SCL2-4-ditch-both-12+00.00

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_121

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3

PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

location
OH line
Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-13+00.00

PR US-2 SCL2-4-ditch-both-13+00.00

PR US-2 SCL2-4-ditch-both-13+00.00

PR US-2 SCL2-4-ditch-both-13+00.00

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_121

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both- 1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both- 3

PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-14+00.00

PR US-2 SCL2-4-ditch-both-14+00.00

PR US-2 SCL2-4-ditch-both-14+00.00

PR US-2 SCL2-4-ditch-both-14+00.00

PR US-2 SCL2-4-ditch-both-14+00.00

PR US-2 SCL2-4-ditch-both-14+00.00

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-DG_EOP1

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-B1_EOSB1_2

PR US-2 SCL2-4-ditch-both-T_FOC

PR US-2 SCL2-4-ditch-both-DG_12

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-14+05.00

PR US-2 SCL2-4-ditch-both-T_BOC

PR US-2 SCL2-4-ditch-both-B1_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-DG_13

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-B1_BOC

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_BOC1

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP1PR US-2 SCL2-4-ditch-both-B1_BOC2

PR US-2 SCL2-4-ditch-both-B1_BOC11

PR US-2 SCL2-4-ditch-both-B1_EOSB1_21

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOSB21

PR US-2 SCL2-4-ditch-both-DG_EOSB2

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both-T_FOC1

PR US-2 SCL2-4-ditch-both-T_EOL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter1

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A
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Fiber Optic 

Approximate
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14+66.0414+66.04
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1860 1860

1875 1875

15+00.0015+00.00
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16+00.0016+00.00

SIOB-SOIA-7-002(157)017 17

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-T_FOC

PR US-2 SCL2-4-ditch-both-DG_12

PR US-2 SCL2-4-ditch-both-T_BOC

PR US-2 SCL2-4-ditch-both-B1_EOP

PR US-2 SCL2-4-ditch-both-DG_13

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-B1_BOC

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_BOC2PR US-2 SCL2-4-ditch-both-B1_EOSB1_21

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-14+70.00

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both-T_EOL_LTExterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RTPR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-15+00.00 PR US-2 SCL2-4-ditch-both-15+00.00

PR US-2 SCL2-4-ditch-both-15+00.00

PR US-2 SCL2-4-ditch-both-15+00.00

PR US-2 SCL2-4-ditch-both-15+00.00

PR US-2 SCL2-4-ditch-both-15+00.00

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-DG_EOP1

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP

PR US-2 SCL2-4-ditch-both-B1_EOSB1_2

PR US-2 SCL2-4-ditch-both-T_FOC

PR US-2 SCL2-4-ditch-both-DG_12

PR US-2 SCL2-4-ditch-both-DG_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-T_BOC

PR US-2 SCL2-4-ditch-both-B1_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-B1_BOC

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_BOC1

PR US-2 SCL2-4-ditch-both-T_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter

PR US-2 SCL2-4-ditch-both-DG_11

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP1PR US-2 SCL2-4-ditch-both-B1_BOC2

PR US-2 SCL2-4-ditch-both-B1_BOC11

PR US-2 SCL2-4-ditch-both-B1_EOSB1_21

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOSB21

PR US-2 SCL2-4-ditch-both-DG_EOSB2

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both-T_FOC1

PR US-2 SCL2-4-ditch-both-T_EOL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter1

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LTPR US-2 SCL2-4-ditch-both-16+00.00

PR US-2 SCL2-4-ditch-both-16+00.00

PR US-2 SCL2-4-ditch-both-16+00.00

PR US-2 SCL2-4-ditch-both-16+00.00

PR US-2 SCL2-4-ditch-both-16+00.00

PR US-2 SCL2-4-ditch-both-16+00.00

PR US-2 SCL2-4-ditch-both-16+00.00

PR US-2 SCL2-4-ditch-both-16+00.00

PR US-2 SCL2-4-ditch-both-DG_EOP1

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP

PR US-2 SCL2-4-ditch-both-B1_EOSB1_2

PR US-2 SCL2-4-ditch-both-T_FOC

PR US-2 SCL2-4-ditch-both-DG_12

PR US-2 SCL2-4-ditch-both-DG_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-T_BOC

PR US-2 SCL2-4-ditch-both-B1_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-B1_BOC

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_BOC1

PR US-2 SCL2-4-ditch-both-T_Tie_Cut_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter

PR US-2 SCL2-4-ditch-both-DG_11

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP1PR US-2 SCL2-4-ditch-both-B1_BOC2

PR US-2 SCL2-4-ditch-both-B1_BOC11

PR US-2 SCL2-4-ditch-both-B1_EOSB1_21

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOSB21

PR US-2 SCL2-4-ditch-both-DG_EOSB2

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both-T_FOC1

PR US-2 SCL2-4-ditch-both-T_EOL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter1

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A
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S = 4.48%

S Inv. 1848.00

N Inv. 1852.30

Pipe Conduit 24IN - 91 LF

  Sta 14+60 - 104.7' Rt

Sta 14+60 - 13.3' Rt to

line location

Fiber Optic 

Approximate
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00

00

3030

3030

6060

6060

9090

9090
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120120
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150

180

180
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240

240
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300
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1860 1860
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17+00.00

1845 1845

1860 1860

1875 1875

17+50.05

1845 1845

1860 1860

1875 1875

18+00.0018+00.00

SIOB-SOIA-7-002(157)017 18

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-17+00.00

PR US-2 SCL2-4-ditch-both-17+00.00

PR US-2 SCL2-4-ditch-both-17+00.00

PR US-2 SCL2-4-ditch-both-17+00.00

PR US-2 SCL2-4-ditch-both-17+00.00

PR US-2 SCL2-4-ditch-both-17+00.00

PR US-2 SCL2-4-ditch-both-17+00.00

PR US-2 SCL2-4-ditch-both-DG_EOP1

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-B1_EOSB1_2

PR US-2 SCL2-4-ditch-both-T_FOC

PR US-2 SCL2-4-ditch-both-DG_12

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-T_BOC

PR US-2 SCL2-4-ditch-both-B1_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-DG_13

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-B1_BOC

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_BOC1

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP1PR US-2 SCL2-4-ditch-both-B1_BOC2

PR US-2 SCL2-4-ditch-both-B1_BOC11

PR US-2 SCL2-4-ditch-both-B1_EOSB1_21

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOSB21

PR US-2 SCL2-4-ditch-both-DG_EOSB2

PR US-2 SCL2-4-ditch-both-BERM_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both-T_FOC1

PR US-2 SCL2-4-ditch-both-T_EOL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter1

Exterior Boundary

Exterior Boundary

location
gas line 
Approximate

PR US-2 SCL2-4-ditch-both-HINGE_RT

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-17+67.34

PR US-2 SCL2-4-ditch-both-17+55.00

PR US-2 SCL2-4-ditch-both-17+55.00

PR US-2 SCL2-4-ditch-both-DG_EOP1

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-BERM_OUT_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP

PR US-2 SCL2-4-ditch-both-17+65.84

PR US-2 SCL2-4-ditch-both-17+65.84

PR US-2 SCL2-4-ditch-both-B1_EOSB1_2

PR US-2 SCL2-4-ditch-both-T_FOC

PR US-2 SCL2-4-ditch-both-DG_12

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-T_BOC

PR US-2 SCL2-4-ditch-both-B1_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-BERM_IN_RT

PR US-2 SCL2-4-ditch-both-B1_BOC

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_BOC1

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter

PR US-2 SCL2-4-ditch-both-DG_121

PR US-2 SCL2-4-ditch-both-DITCH_BOTTOM_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP1PR US-2 SCL2-4-ditch-both-B1_BOC2

PR US-2 SCL2-4-ditch-both-B1_BOC11

PR US-2 SCL2-4-ditch-both-B1_EOSB1_21

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-17+60.00

PR US-2 SCL2-4-ditch-both-17+60.00

PR US-2 SCL2-4-ditch-both-DG_EOSB21

PR US-2 SCL2-4-ditch-both-DG_EOSB2

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT1

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both-T_FOC1

PR US-2 SCL2-4-ditch-both-T_EOL_LT

PR US-2 SCL2-4-ditch-both-17+65.00

PR US-2 SCL2-4-ditch-both-17+65.00

PR US-2 SCL2-4-ditch-both-T_Gutter1

Exterior Boundary

Exterior Boundary

location
gas line 
Approximate

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both-T_EOL_LT

PR US-2 SCL2-4-ditch-both-18+00.00

PR US-2 SCL2-4-ditch-both-18+00.00

PR US-2 SCL2-4-ditch-both-18+00.00

PR 2nd 2-952+34.18

PR 2nd 2-950+70.00

PR 2nd 2-952+21.23

PR 2nd 2-950+30.00

PR 2nd 2-950+21.24

PR 2nd 2-952+30.00

PR 2nd 2-950+40.00

PR 2nd 2-950+50.00

PR 2nd 2-950+41.68

PR 2nd 2-950+60.00

PR 2nd 2-952+35.00

PR 2nd 2-950+45.00

PR 2nd 2-950+55.00

PR 2nd 2-950+65.00

PR 2nd 2-950+20.00

PR 2nd 2-950+62.19

PR 2nd 2-950+15.00

PR 2nd 2-T_Tie_Fill_RT

PR 2nd 2-950+25.00

PR 2nd 2-952+25.00

PR 2nd 2-950+35.00

PR 2nd 2-DG_Tie_Fill_RT

Exterior Boundary

location
gas line 
Approximate

N/A

N/A

N/A
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S = 0.48%

S Inv. 1847.60

N Inv. 1848.40
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21+00.0021+00.00

SIOB-SOIA-7-002(157)017 19

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-DG_EOP1

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_LTPR US-2 SCL2-4-ditch-both-B1_EOSB13

PR US-2 SCL2-4-ditch-both-T_BOC3

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-18+90.00

PR US-2 SCL2-4-ditch-both-DG_EOP_RT1

PR US-2 SCL2-4-ditch-both-T_BOC

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-DG_EOL_RTPR US-2 SCL2-4-ditch-both-B1_EOP4

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOP_RT1

PR US-2 SCL2-4-ditch-both-DG_11

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-18+85.00

PR US-2 SCL2-4-ditch-both-B1_EOP1

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-18+95.00

PR US-2 SCL2-4-ditch-both-B1_BOC3

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both-19+00.00

PR US-2 SCL2-4-ditch-both-19+00.00

PR US-2 SCL2-4-ditch-both-19+00.00

PR US-2 SCL2-4-ditch-both-19+00.00

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both-DG_EOP4PR US-2 SCL2-4-ditch-both-DG_EOSB23

PR US-2 SCL2-4-ditch-both-T_EOL_LT

PR 2nd 2-952+60.00

PR 2nd 2-952+34.18

PR 2nd 2-950+70.00

PR 2nd 2-953+10.00

PR 2nd 2-952+75.00

PR 2nd 2-952+21.23

PR 2nd 2-953+20.00

PR 2nd 2-952+85.00

PR 2nd 2-952+43.46

PR 2nd 2-952+30.00

PR 2nd 2-952+95.00

PR 2nd 2-952+40.00

PR 2nd 2-952+50.00

PR 2nd 2-953+25.00

PR 2nd 2-952+35.00

PR 2nd 2-952+45.00

PR 2nd 2-952+55.00

PR 2nd 2-953+00.00

PR 2nd 2-952+87.33

PR 2nd 2-952+65.00

PR 2nd 2-T_Tie_Fill_LT

PR 2nd 2-953+05.00

PR 2nd 2-DG_Tie_Fill_LT

PR 2nd 2-953+15.00

PR 2nd 2-952+78.31

PR 2nd 2-952+25.00

PR 2nd 2-953+01.18

PR 2nd 2-952+70.00

PR 2nd 2-952+80.00

PR 2nd 2-952+90.00

Exterior Boundary

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_RT1

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-DG_EOP1

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP

PR US-2 SCL2-4-ditch-both-B1_EOSB1_2

PR US-2 SCL2-4-ditch-both-T_FOC

PR US-2 SCL2-4-ditch-both-DG_122

PR US-2 SCL2-4-ditch-both-DG_12

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-T_BOC

PR US-2 SCL2-4-ditch-both-B1_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-B1_BOC

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_BOC1

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter

PR US-2 SCL2-4-ditch-both-DG_121

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP1PR US-2 SCL2-4-ditch-both-B1_BOC2

PR US-2 SCL2-4-ditch-both-B1_BOC11

PR US-2 SCL2-4-ditch-both-B1_EOSB1_21

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOSB21

PR US-2 SCL2-4-ditch-both-DG_EOSB2

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both-20+00.00

PR US-2 SCL2-4-ditch-both-20+00.00

PR US-2 SCL2-4-ditch-both-20+00.00

PR US-2 SCL2-4-ditch-both-20+00.00

PR US-2 SCL2-4-ditch-both-20+00.00

PR US-2 SCL2-4-ditch-both-20+00.00

PR US-2 SCL2-4-ditch-both-20+00.00

PR US-2 SCL2-4-ditch-both-20+00.00

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_RT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_RT

PR US-2 SCL2-4-ditch-both-T_FOC1

PR US-2 SCL2-4-ditch-both-T_EOL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter1

Exterior Boundary

Exterior Boundary

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_RT1

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-DG_EOP1

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP

PR US-2 SCL2-4-ditch-both-B1_EOSB1_2

PR US-2 SCL2-4-ditch-both-T_FOC

PR US-2 SCL2-4-ditch-both-DG_122

PR US-2 SCL2-4-ditch-both-DG_12

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-T_BOC

PR US-2 SCL2-4-ditch-both-B1_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-B1_BOC

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_BOC1

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter

PR US-2 SCL2-4-ditch-both-DG_121

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP1PR US-2 SCL2-4-ditch-both-B1_BOC2

PR US-2 SCL2-4-ditch-both-B1_BOC11

PR US-2 SCL2-4-ditch-both-B1_EOSB1_21

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOSB21

PR US-2 SCL2-4-ditch-both-DG_EOSB2

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both-21+00.00

PR US-2 SCL2-4-ditch-both-21+00.00

PR US-2 SCL2-4-ditch-both-21+00.00

PR US-2 SCL2-4-ditch-both-21+00.00

PR US-2 SCL2-4-ditch-both-21+00.00

PR US-2 SCL2-4-ditch-both-21+00.00

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_RT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_RT

PR US-2 SCL2-4-ditch-both-T_FOC1

PR US-2 SCL2-4-ditch-both-T_EOL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter1

Exterior Boundary

Exterior Boundary
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SIOB-SOIA-7-002(157)017 20

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_RT1

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-DG_EOP1

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP

PR US-2 SCL2-4-ditch-both-B1_EOSB1_2

PR US-2 SCL2-4-ditch-both-T_FOC

PR US-2 SCL2-4-ditch-both-DG_122

PR US-2 SCL2-4-ditch-both-DG_12

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-T_BOC

PR US-2 SCL2-4-ditch-both-B1_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-B1_BOC

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_BOC1

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter

PR US-2 SCL2-4-ditch-both-DG_121

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP1PR US-2 SCL2-4-ditch-both-B1_BOC2

PR US-2 SCL2-4-ditch-both-B1_BOC11

PR US-2 SCL2-4-ditch-both-B1_EOSB1_21

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOSB21

PR US-2 SCL2-4-ditch-both-DG_EOSB2

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both-22+00.00

PR US-2 SCL2-4-ditch-both-22+00.00

PR US-2 SCL2-4-ditch-both-22+00.00

PR US-2 SCL2-4-ditch-both-22+00.00

PR US-2 SCL2-4-ditch-both-22+00.00

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_RT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_RT

PR US-2 SCL2-4-ditch-both-T_FOC1

PR US-2 SCL2-4-ditch-both-T_EOL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter1

Exterior Boundary

Exterior Boundary

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-T_EOL_RT

PR US-2 SCL2-4-ditch-both-B1_EOL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_RT

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_RT1

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-DG_EOP1

PR US-2 SCL2-4-ditch-both-B1_EOP_RT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP

PR US-2 SCL2-4-ditch-both-B1_EOSB1_2

PR US-2 SCL2-4-ditch-both-T_FOC

PR US-2 SCL2-4-ditch-both-DG_122

PR US-2 SCL2-4-ditch-both-DG_12

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_LT

PR US-2 SCL2-4-ditch-both-T_EOP

PR US-2 SCL2-4-ditch-both-T_BOC

PR US-2 SCL2-4-ditch-both-B1_EOP

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-B1_BOC

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_RT

PR US-2 SCL2-4-ditch-both-DG_EOL_RT

PR US-2 SCL2-4-ditch-both-T_BOC1

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-T_Gutter

PR US-2 SCL2-4-ditch-both-DG_121

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-B1_EOP1PR US-2 SCL2-4-ditch-both-B1_BOC2

PR US-2 SCL2-4-ditch-both-B1_BOC11

PR US-2 SCL2-4-ditch-both-B1_EOSB1_21

PR US-2 SCL2-4-ditch-both-B1_CL_RT

PR US-2 SCL2-4-ditch-both-DG_CL_LTPR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_EOSB21

PR US-2 SCL2-4-ditch-both-DG_EOSB2

PR US-2 SCL2-4-ditch-both-T_CL_RT

PR US-2 SCL2-4-ditch-both-DG_EOP_RT

PR US-2 SCL2-4-ditch-both-DG_Hinge_Fill_RT

PR US-2 SCL2-4-ditch-both- T_Hinge_Fill_RT

PR US-2 SCL2-4-ditch-both-T_FOC1

PR US-2 SCL2-4-ditch-both-T_EOL_LT

PR US-2 SCL2-4-ditch-both-23+00.00

PR US-2 SCL2-4-ditch-both-23+00.00

PR US-2 SCL2-4-ditch-both-23+00.00

PR US-2 SCL2-4-ditch-both-23+00.00

PR US-2 SCL2-4-ditch-both-23+00.00

PR US-2 SCL2-4-ditch-both-T_Gutter1

Exterior Boundary

Exterior Boundary

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-DG_111

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-DG_13

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-T_EOL_LT

PR US-2 SCL2-4-ditch-both-24+00.00

PR US-2 SCL2-4-ditch-both-24+00.00

Exterior Boundary
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SIOB-SOIA-7-002(157)017 21

PR US-2 SCL2-4-ditch-both-B1_EOP_LT

PR US-2 SCL2-4-ditch-both-T_EOP_LT

PR US-2 SCL2-4-ditch-both-DG_EOL_LT

PR US-2 SCL2-4-ditch-both-T_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-DG_111

PR US-2 SCL2-4-ditch-both-B1_CL_LT

PR US-2 SCL2-4-ditch-both-DG_13

PR US-2 SCL2-4-ditch-both-DG_Tie_Fill_LT1

PR US-2 SCL2-4-ditch-both-T_CL_LT

PR US-2 SCL2-4-ditch-both-DG_EOP_LT

PR US-2 SCL2-4-ditch-both-DG_CL_LT

PR US-2 SCL2-4-ditch-both-B1_EOL_LT

PR US-2 SCL2-4-ditch-both-25+00.00

PR US-2 SCL2-4-ditch-both-25+00.00

PR US-2 SCL2-4-ditch-both-T_EOL_LT

Exterior Boundary

optional paving WB-B1_EOP_LT

optional paving WB-T_Tie_Fill_LT1

optional paving WB-T_EOP_LT

optional paving WB-DG_13

optional paving WB-DG_Tie_Fill_LT1

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-26+00.00

optional paving WB-26+00.00

optional paving WB-26+00.00

optional paving WB- T_Hinge_Fill_LT_IN

optional paving WB-T_CL_LT

optional paving WB-DG_EOP_LT

optional paving WB-DG_Hinge_Fill_LT_IN

optional paving WB-DG_122

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

Exterior Boundary

optional paving WB-B1_EOP_LT

optional paving WB-T_Tie_Fill_LT1

optional paving WB-DG_Tie_Fill_LT_IN1

optional paving WB-T_EOP_LT

optional paving WB-DG_13

optional paving WB-DG_Tie_Fill_LT1

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-27+00.00

optional paving WB-27+00.00

optional paving WB-T_Tie_Fill_LT_IN1

optional paving WB-T_CL_LT

optional paving WB-DG_EOP_LT

optional paving WB-DG_111

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

Exterior Boundary

Exterior Boundary
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SIOB-SOIA-7-002(157)017 22

optional paving WB-B1_EOP_LT

optional paving WB-DG_Tie_Cut_LT_IN

optional paving WB-T_EOP_LT

optional paving WB-DG_112

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-28+00.00

optional paving WB-28+00.00

optional paving WB-28+00.00

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_CL_LT

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

optional paving WB-T_Tie_Cut_LT_IN

Exterior Boundary

Exterior Boundary

location
gas line 
Approximate

line location

storm drain

Approximate

optional paving WB-B1_EOP_LT

optional paving WB-DG_Tie_Fill_LT_IN1

optional paving WB-T_EOP_LT

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_Tie_Fill_LT_IN1optional paving WB-T_CL_LT

optional paving WB-29+00.00

optional paving WB-29+00.00

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-DG_111

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

Exterior Boundary

Exterior Boundary

location
gas line 
Approximate

optional paving WB-B1_EOP_LT

optional paving WB-T_Tie_Fill_LT1

optional paving WB-DG_Tie_Fill_LT_IN1

optional paving WB-T_EOP_LT

optional paving WB-DG_13

optional paving WB-DG_Tie_Fill_LT1

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-T_Tie_Fill_LT_IN1

optional paving WB-T_CL_LT

optional paving WB-30+00.00

optional paving WB-30+00.00

optional paving WB-DG_EOP_LT

optional paving WB-DG_111

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

Exterior Boundary

Exterior Boundary

location
gas line 
Approximate
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optional paving WB-B1_EOP_LT

optional paving WB-DG_Tie_Cut_LT_IN

optional paving WB-T_EOP_LT

optional paving WB-DG_112

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_CL_LT

optional paving WB-31+00.00

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

optional paving WB-T_Tie_Cut_LT_IN

Exterior Boundary

Exterior Boundary

location
gas line 
Approximate

optional paving WB-B1_EOP_LT

optional paving WB-DG_Tie_Cut_LT_IN

optional paving WB-T_EOP_LT

optional paving WB-DG_112

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_CL_LT

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

optional paving WB-T_Tie_Cut_LT_IN

Exterior Boundary

Exterior Boundary

N/A

N/A

N/A

N/A
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optional paving WB-B1_EOP_LT

optional paving WB-DG_Tie_Cut_LT_IN

optional paving WB-T_EOP_LT

optional paving WB-33+00.00

optional paving WB-33+00.00

optional paving WB-DG_112

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_CL_LT

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

optional paving WB-T_Tie_Cut_LT_IN

Exterior Boundary

Exterior Boundary

optional paving WB-B1_EOP_LT

optional paving WB-DG_Tie_Cut_LT_IN

optional paving WB-T_EOP_LT

optional paving WB-DG_112

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_CL_LT

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-34+00.00

optional paving WB-34+00.00

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

optional paving WB-T_Tie_Cut_LT_IN

Exterior Boundary

Exterior Boundary

N/A

N/A
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Exterior Boundary

Exterior Boundary

optional paving WB-B1_EOP_LT

optional paving WB-DG_Tie_Fill_LT_IN1

optional paving WB-T_EOP_LT

optional paving WB-B1_CL_LT

optional paving WB-36+00.00

optional paving WB-DG_EOL_LT

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_Tie_Fill_LT_IN1optional paving WB-T_CL_LT

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-DG_111

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

Exterior Boundary

Exterior Boundary
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37+00.0037+00.00
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38+00.0038+00.00
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optional paving WB-B1_EOP_LT

optional paving WB-DG_Tie_Fill_LT_IN1

optional paving WB-T_EOP_LT

optional paving WB-B1_CL_LT

optional paving WB-37+00.00

optional paving WB-37+00.00

optional paving WB-DG_EOL_LT

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_Tie_Fill_LT_IN1

optional paving WB-T_CL_LT

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-DG_111

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LTExterior Boundary

Exterior Boundary

optional paving WB-T_Tie_Fill_LT_IN

optional paving WB-B1_EOP_LT

optional paving WB-DG_Tie_Fill_LT_IN1

optional paving WB-T_EOP_LT

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-38+00.00

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_Tie_Fill_LT_IN1

optional paving WB-T_CL_LT

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-DG_111

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

Exterior Boundary

Exterior Boundary
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optional paving WB-B1_EOP_LT

optional paving WB-39+00.00

optional paving WB-DG_Tie_Fill_LT_IN1

optional paving WB-T_EOP_LT

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_Tie_Fill_LT_IN1

optional paving WB-T_CL_LT

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-DG_111

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

Exterior Boundary

Exterior Boundary

optional paving WB-B1_EOP_LT

optional paving WB-DG_Tie_Fill_LT_IN1

optional paving WB-T_EOP_LT

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_Tie_Fill_LT_IN1

optional paving WB-T_CL_LT

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-DG_111

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

Exterior Boundary

Exterior Boundary
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optional paving WB-B1_EOP_LT

optional paving WB-41+00.00

optional paving WB-41+00.00

optional paving WB-41+00.00

optional paving WB-41+00.00

optional paving WB-DG_Tie_Fill_LT_IN1

optional paving WB-T_EOP_LT

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_Tie_Fill_LT_IN1

optional paving WB-T_CL_LT

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-DG_111

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

Exterior Boundary

Exterior Boundary

line location

sanitary sewer 

Approximate

optional paving WB-B1_EOP_LT

optional paving WB-42+00.00

optional paving WB-42+00.00

optional paving WB-DG_Tie_Fill_LT_IN1

optional paving WB-T_EOP_LT

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_Tie_Fill_LT_IN1

optional paving WB-T_CL_LT

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-DG_111

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

Exterior Boundary

Exterior Boundary
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optional paving WB-T_Tie_Fill_LT_IN

optional paving WB-B1_EOP_LT

optional paving WB-43+00.00

optional paving WB-T_EOP_LT

optional paving WB-B1_CL_LT

optional paving WB-DG_Tie_Fill_LT_IN

optional paving WB-DG_EOL_LT

optional paving WB- T_Hinge_Fill_LT_IN

optional paving WB-T_Tie_Cut_LT

optional paving WB-T_CL_LT

optional paving WB-DG_11

optional paving WB-DG_EOP_LT

optional paving WB-DG_Tie_Cut_LT

optional paving WB-DG_Hinge_Fill_LT_IN

optional paving WB-DG_122

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LT

optional paving WB-B1_EOL_LT

Exterior Boundary

Exterior Boundary

optional paving WB-B1_EOP_LT

optional paving WB-T_Tie_Fill_LT1

optional paving WB-44+00.00

optional paving WB-DG_Tie_Fill_LT_IN1

optional paving WB-T_EOP_LT

optional paving WB-DG_13

optional paving WB-DG_Tie_Fill_LT1

optional paving WB-B1_CL_LT

optional paving WB-DG_EOL_LT

optional paving WB-T_Tie_Fill_LT_IN1

optional paving WB-T_CL_LT

optional paving WB-DG_EOP_LT

optional paving WB-DG_111

optional paving WB-T_EOL_LT

optional paving WB-DG_CL_LToptional paving WB-B1_EOL_LT

Exterior Boundary

Exterior Boundary
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PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 EB-B1_EOP_RT

PR US-2 EB-T_EOL_RT

PR US-2 EB-957+00.00

PR US-2 EB-957+00.00

PR US-2 EB-B1_EOL_RT

PR US-2 EB-DG_CL_RT

PR US-2 EB-DG_Tie_Fill_RT1

PR US-2 EB-T_Tie_Fill_RT

PR US-2 EB-DG_EOL_RT

PR US-2 EB-DG_121

PR US-2 EB-DG_122

PR US-2 EB-T_EOP

PR US-2 EB-T_CL_RT

PR US-2 EB-DG_EOP_RT

PR US-2 EB-DG_Hinge_Fill_RT

PR US-2 EB- T_Hinge_Fill_RT

PR US-2 EB-B1_CL_RT

Exterior Boundary

PR US-2 SCL2-4-ditch-both-B1_Med_CL

PR US-2 SCL2-4-ditch-both-T_Med-CL

PR US-2 EB-B1_EOP_RT

PR US-2 EB-T_EOL_RT

PR US-2 EB-958+00.00

PR US-2 EB-958+00.00

PR US-2 EB-B1_EOL_RT

PR US-2 EB-DG_CL_RT

PR US-2 EB-DG_Tie_Fill_RT1

PR US-2 EB-T_Tie_Fill_RT

PR US-2 EB-DG_EOL_RT

PR US-2 EB-DG_121

PR US-2 EB-DG_122

PR US-2 EB-T_EOP

PR US-2 EB-T_CL_RT

PR US-2 EB-DG_EOP_RT

PR US-2 EB-DG_Hinge_Fill_RT

PR US-2 EB- T_Hinge_Fill_RT

PR US-2 EB-B1_CL_RT

Exterior Boundary

optional paving WB-T_Tie_Fill_LT_IN

optional paving WB-DG_Tie_Fill_LT_IN

PR US-2 EB-B1_EOP_RT

PR US-2 EB- T_Hinge_Fill_RT_IN

PR US-2 EB-T_EOL_RT

PR US-2 EB-DG_Hinge_Fill_RT_IN

PR US-2 EB-B1_EOL_RT

PR US-2 EB-DG_CL_RT

PR US-2 EB-959+00.00

PR US-2 EB-959+00.00

PR US-2 EB-959+00.00

PR US-2 EB-DG_Tie_Fill_RT1

PR US-2 EB-T_Tie_Fill_RT

PR US-2 EB-DG_EOL_RT

PR US-2 EB-DG_121

PR US-2 EB-DG_122

PR US-2 EB-T_EOP

PR US-2 EB-T_CL_RT

PR US-2 EB-DG_EOP_RT

PR US-2 EB-DG_Hinge_Fill_RT

PR US-2 EB- T_Hinge_Fill_RT

PR US-2 EB-B1_CL_RT

Exterior Boundary
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N/A

N/A
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PR US-2 EB-B1_EOP_RT

PR US-2 EB- T_Hinge_Fill_RT_IN

PR US-2 EB-T_EOL_RT

PR US-2 EB-DG_Hinge_Fill_RT_IN

PR US-2 EB-B1_EOL_RT

PR US-2 EB-DG_CL_RT

PR US-2 EB-960+00.00

PR US-2 EB-DG_Tie_Fill_RT1

PR US-2 EB-T_Tie_Fill_RT

PR US-2 EB-DG_EOL_RT

PR US-2 EB-T_Tie_Fill_RT_IN

PR US-2 EB-DG_121

PR US-2 EB-DG_122

PR US-2 EB-T_EOP

PR US-2 EB-T_CL_RT

PR US-2 EB-DG_Tie_Fill_RT_IN

PR US-2 EB-DG_EOP_RT

PR US-2 EB-DG_Hinge_Fill_RT

PR US-2 EB- T_Hinge_Fill_RT

PR US-2 EB-B1_CL_RT

Exterior Boundary

Exterior Boundary

PR US-2 EB-961+00.00

PR US-2 EB-961+00.00

PR US-2 EB-961+00.00

PR US-2 EB-B1_EOP_RT

PR US-2 EB- T_Hinge_Fill_RT_IN

PR US-2 EB-T_EOL_RT

PR US-2 EB-DG_Hinge_Fill_RT_IN

PR US-2 EB-B1_EOL_RT

PR US-2 EB-DG_CL_RT

PR US-2 EB-DG_Tie_Fill_RT1

PR US-2 EB-T_Tie_Fill_RT

PR US-2 EB-DG_EOL_RT

PR US-2 EB-T_Tie_Fill_RT_IN

PR US-2 EB-DG_121

PR US-2 EB-DG_122

PR US-2 EB-T_EOP

PR US-2 EB-T_CL_RT

PR US-2 EB-DG_Tie_Fill_RT_IN

PR US-2 EB-DG_EOP_RT

PR US-2 EB-DG_Hinge_Fill_RT

PR US-2 EB- T_Hinge_Fill_RTPR US-2 EB-B1_CL_RT

Exterior Boundary

Exterior Boundary

PR US-2 EB-B1_EOP_RT

PR US-2 EB- T_Hinge_Fill_RT_IN

PR US-2 EB-T_EOL_RT

PR US-2 EB-DG_Hinge_Fill_RT_IN

PR US-2 EB-B1_EOL_RT

PR US-2 EB-DG_CL_RT

PR US-2 EB-DG_Tie_Fill_RT1

PR US-2 EB-962+00.00

PR US-2 EB-962+00.00

PR US-2 EB-962+00.00

PR US-2 EB-962+00.00

PR US-2 EB-962+00.00

PR US-2 EB-T_Tie_Fill_RT

PR US-2 EB-DG_EOL_RT

PR US-2 EB-T_Tie_Fill_RT_IN

PR US-2 EB-DG_121

PR US-2 EB-DG_122

PR US-2 EB-T_EOP

PR US-2 EB-T_CL_RT

PR US-2 EB-DG_Tie_Fill_RT_IN

PR US-2 EB-DG_EOP_RT

PR US-2 EB-DG_Hinge_Fill_RT

PR US-2 EB- T_Hinge_Fill_RTPR US-2 EB-B1_CL_RT

Exterior Boundary

Exterior Boundary

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A
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Fiber Optic 

Approximate
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PR US-2 EB-B1_EOP_RT

PR US-2 EB- T_Hinge_Fill_RT_IN

PR US-2 EB-T_EOL_RT

PR US-2 EB-DG_Hinge_Fill_RT_IN

PR US-2 EB-B1_EOL_RT

PR US-2 EB-DG_CL_RT

PR US-2 EB-DG_Tie_Fill_RT1

PR US-2 EB-T_Tie_Fill_RT

PR US-2 EB-DG_EOL_RT

PR US-2 EB-T_Tie_Fill_RT_IN

PR US-2 EB-DG_121

PR US-2 EB-DG_122

PR US-2 EB-T_EOP
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PR US-2 EB-DG_Hinge_Fill_RT
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PR US-2 EB-963+00.00

PR US-2 EB-963+00.00
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PR US-2 EB-DG_EOP_RT

PR US-2 EB-DG_Hinge_Fill_RT

PR US-2 EB- T_Hinge_Fill_RTPR US-2 EB-B1_CL_RT

Exterior Boundary
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PR US-2 EB-B1_EOP_RT
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PR US-2 EB-DG_Hinge_Fill_RT_IN
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PR US-2 EB-B1_EOP_RT

PR US-2 EB-B1_SHDR_LT

PR US-2 EB-T_EOL_RT

PR US-2 EB-B1_EOL_RT

PR US-2 EB-DG_CL_RT

PR US-2 EB-DG_SHDR_LT

PR US-2 EB-DG_Tie_Fill-RT_IN

PR US-2 EB-T_SHDR_RT

PR US-2 EB-T_Tie_Fill-RT_IN

PR US-2 EB-T_SHDR_LT

PR US-2 EB-T_Tie_Fill_RT

PR US-2 EB-DG_EOL_RT

PR US-2 EB-B1_SHDR_RT

PR US-2 EB-DG_12

PR US-2 EB-DG_1

PR US-2 EB-T_EOP

PR US-2 EB-DG_SHDR_RTPR US-2 EB-T_CL_RT

PR US-2 EB-DG_EOP_RT

PR US-2 EB-968+00.00

PR US-2 EB-968+00.00PR US-2 EB-B1_CL_RT

PR US-2 EB-DG_Tie_Fill_RT
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N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

line location

Fiber Optic 

Approximate

O
th

e
r 

W
a
te
rs
 #

1

O
th

e
r 

W
a
te
rs
 #

1

W
e
tl
a
n
d
 9

a

W
e
tl
a
n
d
 9

a

W
e
tl
a
n
d
 8

W
e
tl
a
n
d
 8

200

 

 

 

  

  

  

  

  

STATE PROJECT NO.

ND

NO.

SHEET

NO.

SECTION

7/25/2016 gporter L:\ND\Projects\Active 2015\Tx15125.00 - US-2 - 32nd Ave - 11th St Williston\700 - CAD\SOIA-7-002(157)017\Utilities\Sheets\200XS_001_UTIL.dgn11:53:07 AM



00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

1890 1890

970+00.00970+00.00

1815 1815

1830 1830

1845 1845

1860 1860

1875 1875

1890 1890

971+00.00971+00.00

SIOB-SOIA-7-002(157)017 35

optional paving EB-T_EOL_RT

optional paving EB-B1_EOL_RT

optional paving EB-DG_CL_RT

optional paving EB-T_Tie_Cut_RT_IN

optional paving EB-B1_EOP_RT

optional paving EB-DG_EOL_RT

optional paving EB-DG_11

optional paving EB-DG_122

optional paving EB-T_EOP

optional paving EB-T_CL_RT

optional paving EB-DG_Tie_Cut_RT_IN

optional paving EB-DG_EOP_RT

optional paving EB-DG_Hinge_Fill_RT

optional paving EB- T_Hinge_Fill_RT

optional paving EB-B1_CL_RT

optional paving EB-970+00.00

optional paving EB-970+00.00

optional paving EB-970+00.00

optional paving EB-T_EOL_RT

optional paving EB-B1_EOL_RT

optional paving EB-DG_CL_RT

optional paving EB-T_Tie_Cut_RT_IN

optional paving EB-B1_EOP_RT

optional paving EB-971+00.00

optional paving EB-971+00.00

optional paving EB-971+00.00

optional paving EB-DG_EOL_RT

optional paving EB-DG_11

optional paving EB-DG_1

optional paving EB-T_EOP

optional paving EB-DG_Tie_Fill_RT

optional paving EB-T_CL_RT

optional paving EB-DG_Tie_Cut_RT_IN

optional paving EB-T_Tie_Fill_RT1

optional paving EB-DG_EOP_RT

optional paving EB-B1_CL_RT
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optional paving EB-T_EOL_RT

optional paving EB-B1_EOL_RT

optional paving EB-DG_CL_RT

optional paving EB-DG_13

optional paving EB-DG_Tie_Fill_RT_IN1

optional paving EB-B1_EOP_RT

optional paving EB-972+00.00

optional paving EB-972+00.00

optional paving EB-972+00.00

optional paving EB-972+00.00

optional paving EB-DG_EOL_RT

optional paving EB-DG_1

optional paving EB-T_EOP

optional paving EB-T_Tie_Fill_RT_IN1

optional paving EB-DG_Tie_Fill_RT

optional paving EB-T_CL_RT

optional paving EB-T_Tie_Fill_RT1

optional paving EB-DG_EOP_RT

optional paving EB-B1_CL_RT

optional paving EB-T_EOL_RT

optional paving EB-B1_EOL_RT

optional paving EB-DG_CL_RT

optional paving EB-DG_13

optional paving EB-DG_Tie_Fill_RT_IN1

optional paving EB-B1_EOP_RT

optional paving EB-DG_EOL_RT

optional paving EB-DG_1

optional paving EB-T_EOP

optional paving EB-T_Tie_Fill_RT_IN1

optional paving EB-DG_Tie_Fill_RT

optional paving EB-T_CL_RT

optional paving EB-T_Tie_Fill_RT1

optional paving EB-DG_EOP_RT

optional paving EB-B1_CL_RT

N/A
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optional paving EB-T_EOL_RT

optional paving EB-B1_EOL_RT

optional paving EB-DG_CL_RT

optional paving EB-DG_Tie_Fill_RT1

optional paving EB-T_Tie_Cut_RT_IN

optional paving EB-B1_EOP_RT

optional paving EB-T_Tie_Fill_RT

optional paving EB-DG_EOL_RT

optional paving EB-974+00.00

optional paving EB-974+00.00

optional paving EB-DG_11

optional paving EB-DG_122

optional paving EB-T_EOP

optional paving EB-T_Tie_Fill_RT_IN1optional paving EB-T_CL_RT

optional paving EB-DG_Tie_Cut_RT_IN
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optional paving EB-DG_Hinge_Fill_RT

optional paving EB- T_Hinge_Fill_RT

optional paving EB-B1_CL_RT

optional paving EB-T_EOL_RT

optional paving EB-B1_EOL_RT

optional paving EB-DG_CL_RT

optional paving EB-T_Tie_Cut_RT_IN

optional paving EB-B1_EOP_RT

optional paving EB-DG_EOL_RT

optional paving EB-975+00.00

optional paving EB-975+00.00

optional paving EB-DG_11

optional paving EB-DG_1

optional paving EB-T_EOP

optional paving EB-DG_Tie_Fill_RT

optional paving EB-T_CL_RT

optional paving EB-DG_Tie_Cut_RT_IN

optional paving EB-T_Tie_Fill_RT1

optional paving EB-DG_EOP_RT

optional paving EB-B1_CL_RT
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optional paving EB-T_EOL_RT

optional paving EB-B1_EOL_RT

optional paving EB-DG_CL_RT

optional paving EB-DG_Tie_Fill_RT1

optional paving EB-T_Tie_Cut_RT_IN

optional paving EB-B1_EOP_RT
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optional paving EB-B1_EOP_RT
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optional paving EB-977+00.00
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optional paving EB-T_EOL_RT

optional paving EB-B1_EOL_RT

optional paving EB-DG_CL_RT

optional paving EB-DG_Hinge_Fill_RT_IN

optional paving EB-980+00.00

optional paving EB-980+00.00

optional paving EB-B1_EOP_RT

optional paving EB- T_Hinge_Fill_RT_IN

optional paving EB-DG_EOL_RT

optional paving EB-T_Tie_Fill_RT_IN

optional paving EB-DG_121

optional paving EB-DG_1

optional paving EB-T_EOPoptional paving EB-T_Tie_Cut_RT

optional paving EB-T_CL_RT

optional paving EB-DG_Tie_Fill_RT_IN

optional paving EB-DG_EOP_RT

optional paving EB-DG_Tie_Cut_RT

optional paving EB-B1_CL_RT

optional paving EB-T_EOL_RT

optional paving EB-B1_EOL_RT
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optional paving EB-DG_13

optional paving EB-DG_Tie_Fill_RT_IN1

optional paving EB-B1_EOP_RT

optional paving EB-981+00.00

optional paving EB-DG_EOL_RT

optional paving EB-T_EOP

optional paving EB-T_Tie_Fill_RT_IN1

optional paving EB-T_CL_RT

optional paving EB-DG_EOP_RT

optional paving EB-B1_CL_RT

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

E
x
s
t 

R
/W

line location

Fiber Optic 

Approximate

E
x
s
t 

R
/W
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1875 1875

1890 1890

1905 1905

982+00.00982+00.00

1875 1875

1890 1890

1905 1905

983+00.00983+00.00

SIOB-SOIA-7-002(157)017 41

optional paving EB-T_EOL_RT

optional paving EB-B1_EOL_RT

optional paving EB-DG_CL_RT

optional paving EB-T_Tie_Cut_RT_IN

optional paving EB-B1_EOP_RT

optional paving EB-982+00.00

optional paving EB-DG_EOL_RT

optional paving EB-DG_11

optional paving EB-T_EOP

optional paving EB-T_CL_RT

optional paving EB-DG_Tie_Cut_RT_IN

optional paving EB-DG_EOP_RT

optional paving EB-B1_CL_RT

optional paving EB-T_EOL_RT

optional paving EB-B1_EOL_RT

optional paving EB-DG_CL_RT

optional paving EB-DG_13

optional paving EB-DG_Tie_Fill_RT_IN1

optional paving EB-B1_EOP_RT

optional paving EB-983+00.00

optional paving EB-983+00.00

optional paving EB-DG_EOL_RT

optional paving EB-T_EOP

optional paving EB-T_Tie_Fill_RT_IN1

optional paving EB-T_CL_RT

optional paving EB-DG_EOP_RT

optional paving EB-B1_CL_RT

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

E
x
s
t 

R
/W

E
x
s
t 

R
/W
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

949+00.00949+00.00

1845 1845

1860 1860

1875 1875

950+00.00950+00.00

1845 1845

1860 1860

1875 1875

953+00.00953+00.00

SIOB-SOIA-7-002(157)017 42

1845

1860

1875

1845

1860

1875

952+62.87 - Skew

1850.74

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

E
x
s
t 

R
/W

E
x
s
t 

R
/W

E
x
s
t 

R
/W

E
x
s
t 

R
/W

location
electric line

Approximate

location
electric line

Approximate

S = 0.23%

W Inv. 1847.30

E Inv. 1847.25

(3) Pipe Conc Reinf 48IN - 154 LF

Sta 952+81 - 54.3' Lt to Sta 952+52 - 96.6' Rt

Sta 952+74 - 55.7' Lt to Sta 952+44 - 95.6' Rt

Sta 952+67 - 57.0' Lt to Sta 952+37 - 94.5' Rt
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

954+00.00

1845 1845

1860 1860

1875 1875

955+00.00

1845 1845

1860 1860

1875 1875

956+00.00956+00.00

SIOB-SOIA-7-002(157)017 43

location
gas line 
Approximate

line location

storm drain

Approximate

line location

storm drain

Approximate

line location

sanitary sewer 

Approximate

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

E
x
s
t 

R
/W

W
e
tl
a
n
d
 1
i

E
x
s
t 

R
/W

location
electric line

Approximate

W
e
tl
a
n
d
 1
i

line location

Fiber Optic 

Approximate

E
x
s
t 

R
/W

line location

Fiber Optic 

Approximate

location
electric line

Approximate
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

957+00.00957+00.00

1845 1845

1860 1860

1875 1875

958+00.00958+00.00

SIOB-SOIA-7-002(157)017 44

line location

sanitary sewer 

Approximate

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

E
x
s
t 

R
/W

location
electric line

Approximate

location
electric line

Approximate

line location

Fiber Optic 

Approximate

W
e
tl
a
n
d
 1
j

W
e
tl
a
n
d
 1
j

E
x
s
t 

R
/W

line location

Fiber Optic 

Approximate

location
electric line

Approximate

location
electric line

Approximate

W
e
tl
a
n
d
 1
j

W
e
tl
a
n
d
 1
j
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

1890 1890

959+00.00959+00.00

1845 1845

1860 1860

1875 1875

960+00.00960+00.00

SIOB-SOIA-7-002(157)017 45

line location

sanitary sewer 

Approximate

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

line location

Fiber Optic 

Approximate

location
electric line

Approximate

line location

Fiber Optic 

Approximate
location
electric line

Approximate

W
e
tl
a
n
d
 1
j

W
e
tl
a
n
d
 1
j

line location

Fiber Optic 

Approximate
location
electric line

Approximate

location
electric line

Approximate

line location

Fiber Optic 

Approximate

W
e
tl
a
n
d
 1
j

W
e
tl
a
n
d
 1
j
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

961+00.00961+00.00

1845 1845

1860 1860

1875 1875

962+00.00962+00.00

SIOB-SOIA-7-002(157)017 46

line location

sanitary sewer 

Approximate

Front_Street_2nd_Street-548+76.50

Front_Street_2nd_Street-548+78.00

Front_Street_2nd_Street-DG_Tie_L

Front_Street_2nd_Street-548+77.00

Front_Street_2nd_Street-548+78.47

Front_Street_2nd_Street-T_Tie_L

Front_Street_2nd_Street-548+77.50

Front_Street_2nd_Street-548+76.50

Front_Street_2nd_Street-548+78.00

Front_Street_2nd_Street-DG_Tie_L

Front_Street_2nd_Street-548+77.00

Front_Street_2nd_Street-548+78.47

Front_Street_2nd_Street-T_Tie_L

Front_Street_2nd_Street-548+77.50

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

location
electric line

Approximate

line location

Fiber Optic 

Approximate
location
electric line

Approximate

line location

Fiber Optic 

Approximate

W
e
tl
a
n
d
 1
j

W
e
tl
a
n
d
 1
j

location
electric line

Approximate

line location

Fiber Optic 

Approximate
location
electric line

Approximate

line location

Fiber Optic 

Approximate

W
e
tl
a
n
d
 1
j

W
e
tl
a
n
d
 1
j

200
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

1890 1890

963+00.00963+00.00

1845 1845

1860 1860

1875 1875

1890 1890

964+00.00964+00.00

SIOB-SOIA-7-002(157)017 47

Front_Street_2nd_Street-548+63.00

Front_Street_2nd_Street-548+52.00

Front_Street_2nd_Street-548+73.00

Front_Street_2nd_Street-548+62.00

Front_Street_2nd_Street-548+51.00

Front_Street_2nd_Street-548+72.00

Front_Street_2nd_Street-548+61.00

Front_Street_2nd_Street-548+50.00

Front_Street_2nd_Street-548+71.00

Front_Street_2nd_Street-548+60.00

Front_Street_2nd_Street-548+70.00

Front_Street_2nd_Street-548+49.50

Front_Street_2nd_Street-548+59.50

Front_Street_2nd_Street-548+69.50

Front_Street_2nd_Street-548+58.50

Front_Street_2nd_Street-548+68.50

Front_Street_2nd_Street-548+57.50

Front_Street_2nd_Street-548+67.50

Front_Street_2nd_Street-548+56.50

Front_Street_2nd_Street-548+76.50

Front_Street_2nd_Street-548+65.50

Front_Street_2nd_Street-548+59.00 Front_Street_2nd_Street-548+54.50

Front_Street_2nd_Street-548+75.50

Front_Street_2nd_Street-548+69.00

Front_Street_2nd_Street-548+64.50

Front_Street_2nd_Street-548+58.00 Front_Street_2nd_Street-548+53.50

Front_Street_2nd_Street-548+74.50

Front_Street_2nd_Street-548+68.00

Front_Street_2nd_Street-548+63.50

Front_Street_2nd_Street-548+57.00 Front_Street_2nd_Street-548+52.50

Front_Street_2nd_Street-548+78.00

Front_Street_2nd_Street-548+73.50

Front_Street_2nd_Street-548+67.00

Front_Street_2nd_Street-548+62.50

Front_Street_2nd_Street-548+56.00 Front_Street_2nd_Street-548+51.50

Front_Street_2nd_Street-548+77.00

Front_Street_2nd_Street-548+72.50

Front_Street_2nd_Street-548+66.00

Front_Street_2nd_Street-548+61.50

Front_Street_2nd_Street-548+55.00 Front_Street_2nd_Street-548+50.50

Front_Street_2nd_Street-548+76.00

Front_Street_2nd_Street-548+71.50

Front_Street_2nd_Street-548+65.00

Front_Street_2nd_Street-548+60.50

Front_Street_2nd_Street-548+54.00

Front_Street_2nd_Street-548+78.47

Front_Street_2nd_Street-548+75.00

Front_Street_2nd_Street-548+70.50

Front_Street_2nd_Street-548+64.00

Front_Street_2nd_Street-548+53.00

Front_Street_2nd_Street-548+74.00

Front_Street_2nd_Street-548+77.50

Front_Street_2nd_Street-548+66.50

Front_Street_2nd_Street-548+55.50

Front_Street_2nd_Street-548+63.00

Front_Street_2nd_Street-548+52.00

Front_Street_2nd_Street-548+73.00

Front_Street_2nd_Street-548+62.00

Front_Street_2nd_Street-548+51.00

Front_Street_2nd_Street-548+72.00

Front_Street_2nd_Street-548+61.00

Front_Street_2nd_Street-548+50.00

Front_Street_2nd_Street-548+71.00

Front_Street_2nd_Street-548+60.00

Front_Street_2nd_Street-548+70.00

Front_Street_2nd_Street-548+49.50

Front_Street_2nd_Street-548+59.50

Front_Street_2nd_Street-548+69.50

Front_Street_2nd_Street-548+58.50

Front_Street_2nd_Street-548+68.50

Front_Street_2nd_Street-548+57.50

Front_Street_2nd_Street-548+67.50

Front_Street_2nd_Street-548+56.50

Front_Street_2nd_Street-548+76.50

Front_Street_2nd_Street-548+65.50

Front_Street_2nd_Street-548+59.00 Front_Street_2nd_Street-548+54.50

Front_Street_2nd_Street-548+75.50

Front_Street_2nd_Street-548+69.00

Front_Street_2nd_Street-548+64.50

Front_Street_2nd_Street-548+58.00 Front_Street_2nd_Street-548+53.50

Front_Street_2nd_Street-548+74.50

Front_Street_2nd_Street-548+68.00

Front_Street_2nd_Street-548+63.50

Front_Street_2nd_Street-548+57.00 Front_Street_2nd_Street-548+52.50

Front_Street_2nd_Street-548+78.00

Front_Street_2nd_Street-548+73.50

Front_Street_2nd_Street-548+67.00

Front_Street_2nd_Street-548+62.50

Front_Street_2nd_Street-548+56.00 Front_Street_2nd_Street-548+51.50

Front_Street_2nd_Street-548+77.00

Front_Street_2nd_Street-548+72.50

Front_Street_2nd_Street-548+66.00

Front_Street_2nd_Street-548+61.50

Front_Street_2nd_Street-548+55.00 Front_Street_2nd_Street-548+50.50

Front_Street_2nd_Street-548+76.00

Front_Street_2nd_Street-548+71.50

Front_Street_2nd_Street-548+65.00

Front_Street_2nd_Street-548+60.50

Front_Street_2nd_Street-548+54.00

Front_Street_2nd_Street-548+78.47

Front_Street_2nd_Street-548+75.00

Front_Street_2nd_Street-548+70.50

Front_Street_2nd_Street-548+64.00

Front_Street_2nd_Street-548+53.00

Front_Street_2nd_Street-548+74.00

Front_Street_2nd_Street-548+77.50

Front_Street_2nd_Street-548+66.50

Front_Street_2nd_Street-548+55.50

line location

sanitary sewer 

Approximate

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

location
electric line

Approximate

line location

Fiber Optic 

Approximate location
electric line

Approximate

line location

Fiber Optic 

Approximate

W
e
tl
a
n
d
 1
j

W
e
tl
a
n
d
 1
j

location
electric line

Approximate

line location

Fiber Optic 

Approximate location
electric line

Approximate

line location

Fiber Optic 

Approximate

W
e
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a
n
d
 1
j

W
e
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j
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

1890 1890

965+00.00965+00.00

SIOB-SOIA-7-002(157)017 48

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

line location

Fiber Optic 

Approximate

line location

Fiber Optic 

Approximate
location
electric line

Approximate

location
electric line

Approximate
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

546+00.00546+00.00

1845 1845

1860 1860

1875 1875

547+00.00547+00.00

1845 1845

1860 1860

1875 1875

548+00.00

SIOB-SOIA-7-002(157)017 49

1845

1860

1875

1845

1860

1875

548+36

approach 545-50-T_Tie_R

Front_Street_2nd_Street-DG_EOSB2_L

Front_Street_2nd_Street-T_1_R

Front_Street_2nd_Street-DG_Tie_R

Front_Street_2nd_Street-B1_EOSP_R

Front_Street_2nd_Street-DG_EOP_L

Front_Street_2nd_Street-DG_EOL1_R

Front_Street_2nd_Street-T_Tie_R

Front_Street_2nd_Street-DG_EOSB2_R

Front_Street_2nd_Street-T_EOL1_L

Front_Street_2nd_Street-T_EOP_L

Front_Street_2nd_Street-B1_EOL1_L

Front_Street_2nd_Street-DG_CL Front_Street_2nd_Street-DG_EOP_R

Front_Street_2nd_Street-B1_EOP_L

Front_Street_2nd_Street-T_1_L

Front_Street_2nd_Street-B1_CL

Front_Street_2nd_Street-T_EOP_RFront_Street_2nd_Street-T_EOL1_RFront_Street_2nd_Street-T_CL

Front_Street_2nd_Street-DG_Tie_L

Front_Street_2nd_Street-546+00.00

Front_Street_2nd_Street-546+00.00

Front_Street_2nd_Street-546+00.00

Front_Street_2nd_Street-B1_EOL1_R

Front_Street_2nd_Street-B1_EOSP_L

Front_Street_2nd_Street-B1_EOP_R

Front_Street_2nd_Street-DG_EOL1_L

Front_Street_2nd_Street-T_Tie_L

Exterior Boundary

Exterior Boundary

Front_Street_2nd_Street-DG_EOSB2_L

Front_Street_2nd_Street-T_1_R

Front_Street_2nd_Street-DG_Tie_R

Front_Street_2nd_Street-B1_EOSP_R

Front_Street_2nd_Street-DG_EOP_L

Front_Street_2nd_Street-DG_EOL1_R

Front_Street_2nd_Street-T_Tie_R

Front_Street_2nd_Street-DG_EOSB2_R

Front_Street_2nd_Street-T_EOL1_L

Front_Street_2nd_Street-T_EOP_L

Front_Street_2nd_Street-B1_EOL1_L

Front_Street_2nd_Street-DG_CL

Front_Street_2nd_Street-DG_EOP_R

Front_Street_2nd_Street-B1_EOP_L

Front_Street_2nd_Street-T_1_L

Front_Street_2nd_Street-B1_CL

Front_Street_2nd_Street-T_EOP_RFront_Street_2nd_Street-T_EOL1_R

Front_Street_2nd_Street-T_CL

Front_Street_2nd_Street-547+00.00

Front_Street_2nd_Street-547+00.00

Front_Street_2nd_Street-547+00.00

Front_Street_2nd_Street-547+00.00

Front_Street_2nd_Street-547+00.00

Front_Street_2nd_Street-DG_Tie_L

Front_Street_2nd_Street-B1_EOL1_R

Front_Street_2nd_Street-B1_EOSP_L

Front_Street_2nd_Street-B1_EOP_R

Front_Street_2nd_Street-DG_EOL1_L

Front_Street_2nd_Street-T_Tie_L

Exterior Boundary

Exterior Boundary

Front_Street_2nd_Street-DG_EOSB2_L

Front_Street_2nd_Street-T_1_R

Front_Street_2nd_Street-DG_Tie_R

Front_Street_2nd_Street-B1_EOSP_R

Front_Street_2nd_Street-DG_EOP_L

Front_Street_2nd_Street-DG_EOL1_R

Front_Street_2nd_Street-T_Tie_RFront_Street_2nd_Street-DG_EOSB2_R

Front_Street_2nd_Street-T_EOL1_L

Front_Street_2nd_Street-T_EOP_L

Front_Street_2nd_Street-B1_EOL1_L

Front_Street_2nd_Street-DG_CL

Front_Street_2nd_Street-DG_EOP_R

Front_Street_2nd_Street-B1_EOP_L

Front_Street_2nd_Street-T_1_L

Front_Street_2nd_Street-B1_CL

Front_Street_2nd_Street-T_EOP_RFront_Street_2nd_Street-T_EOL1_R

Front_Street_2nd_Street-T_CL

Front_Street_2nd_Street-DG_Tie_L

Front_Street_2nd_Street-B1_EOL1_R

Front_Street_2nd_Street-548+00.00

Front_Street_2nd_Street-548+00.00

Front_Street_2nd_Street-548+00.00

Front_Street_2nd_Street-548+00.00

Front_Street_2nd_Street-548+00.00 Front_Street_2nd_Street-548+00.00

Front_Street_2nd_Street-B1_EOSP_L

Front_Street_2nd_Street-B1_EOP_R

Front_Street_2nd_Street-DG_EOL1_L

Front_Street_2nd_Street-T_Tie_L

Exterior Boundary

Exterior Boundary

line location

storm drain

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

E
x
s
t 

R
R
 R
/W

E
x
s
t 

R
/W

location
electric line

Approximate
line location

telephone
Approximate

line location

telephone
Approximate

E
x
s
t 

R
/W

E
x
s
t 

R
/W

S = 0.08%

E Inv 1846.07

W Inv 1846.17

CL III - 126 LF

Pipe Conc Reinv 36IN 

   Sta 548+49 - 60.5' Rt

Sta 548+22 - 64.0' Lt to 
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

701+00.00

1845 1845

1860 1860

702+00.00

1845 1845

1860 1860

703+00.00703+00.00

SIOB-SOIA-7-002(157)017 50

PR front 32nd 6-508+10.00

PR front 32nd 6-507+88.02

PR front 32nd 6-508+12.00

PR front 32nd 6-508+22.00

PR front 32nd 6-508+00.00

PR front 32nd 6-507+98.00

PR front 32nd 6-508+14.00PR front 32nd 6-508+02.00 PR front 32nd 6-508+06.00

PR front 32nd 6-508+16.00

PR front 32nd 6-508+04.00

PR front 32nd 6-507+92.00

PR front 32nd 6-DG_Tie_L

PR front 32nd 6-DG_Tie_L

PR front 32nd 6-507+90.00

PR front 32nd 6-508+08.00

PR front 32nd 6-T_Tie_L

PR front 32nd 6-T_Tie_L PR front 32nd 6-508+18.00

PR front 32nd 6-508+20.00

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-B1_EOP_LT

PR 32nd 6-ditch-DITCH_BOTTOM_OUT_LT

PR 32nd 6-ditch-700+92.00

PR 32nd 6-ditch-T_EOP_RT

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-T_Tie_Cut_LT

PR 32nd 6-ditch-700+94.00

PR 32nd 6-ditch-DG_EOP_LT

PR 32nd 6-ditch-700+96.00

PR 32nd 6-ditch-T_Tie_Fill_RT

PR 32nd 6-ditch-HINGE_LT

PR 32nd 6-ditch-B1_1_RT

PR 32nd 6-ditch-B1_CL

PR 32nd 6-ditch-701+00.00

PR 32nd 6-ditch-701+00.00

PR 32nd 6-ditch-701+00.00

PR 32nd 6-ditch-701+00.00

PR 32nd 6-ditch-701+00.00

PR 32nd 6-ditch-701+00.00

PR 32nd 6-ditch-700+98.00

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_Tie_Fill_RT

PR 32nd 6-ditch-DITCH_BOTTOM_IN_LT

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

Exterior Boundary

Exterior Boundary

Exterior Boundary

line location

water line
Approximate

location
fuel line 
Approximate

location
gas line 
Approximate

location
OH line
Approximate S

ta
te
 R
/W

E
x
s
t 

N
o
t 

S
ta
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/W

E
x
s
t 

N
o
t 

S
ta
te
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/W

E
x
s
t 

N
o
t 

P
p
s
d
 R
/W

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-B1_EOP_LT

PR 32nd 6-ditch-DITCH_BOTTOM_OUT_LT

PR 32nd 6-ditch-T_EOP_RT

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-T_Tie_Cut_LT

PR 32nd 6-ditch-DG_EOP_LT

PR 32nd 6-ditch-T_Tie_Fill_RT

PR 32nd 6-ditch-HINGE_LT

PR 32nd 6-ditch-702+00.00

PR 32nd 6-ditch-702+00.00

PR 32nd 6-ditch-702+00.00

PR 32nd 6-ditch-702+00.00

PR 32nd 6-ditch-702+00.00

PR 32nd 6-ditch-B1_1_RT

PR 32nd 6-ditch-B1_CL

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_Tie_Fill_RT

PR 32nd 6-ditch-DITCH_BOTTOM_IN_LT

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

line location

water line
Approximate

location
fuel line 
Approximate

location
gas line 
Approximate

location
OH line
Approximate S

ta
te
 R
/W

E
x
s
t 

N
o
t 

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

P
p
s
d
 R
/W

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-B1_EOP_LT

PR 32nd 6-ditch-DITCH_BOTTOM_OUT_LT

PR 32nd 6-ditch-T_EOP_RT

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-T_Tie_Cut_LT

PR 32nd 6-ditch-DG_EOP_LT

PR 32nd 6-ditch-T_Tie_Fill_RT

PR 32nd 6-ditch-HINGE_LT

PR 32nd 6-ditch-703+00.00

PR 32nd 6-ditch-703+00.00

PR 32nd 6-ditch-703+00.00

PR 32nd 6-ditch-B1_1_RT

PR 32nd 6-ditch-B1_CL

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_Tie_Fill_RT

PR 32nd 6-ditch-DITCH_BOTTOM_IN_LT

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

line location

water line
Approximate

location
fuel line 
Approximate

location
gas line 
Approximate

location
OH line
Approximate

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

P
p
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d
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/W

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

line location

telephone
Approximate

location
electric line

Approximate

P
p
s
d
 T

e
m

p
 E

s
m
t

location
electric line

Approximate

line location

telephone
Approximate

location
electric line

Approximate

line location

telephone
Approximate
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

704+00.00

1845 1845

1860 1860

704+54.72

1845 1845

1860 1860

705+00.00

SIOB-SOIA-7-002(157)017 51

gas station RD-B1_1_LT

gas station RD-T_Tie_Fill_LT

gas station RD-T_EOP_L

gas station RD-200+48.00

gas station RD-DG_CL

gas station RD-B1_EOP_LT

gas station RD-DG_Tie_Fill_RT

gas station RD-200+46.00

gas station RD-DG_EOP_RT

gas station RD-B1_CL

gas station RD-200+44.00

gas station RD-T_EOP_R

gas station RD-T_CL

gas station RD-B1_1_RT

gas station RD-T_Tie_Fill_RT

gas station RD-DG_Tie_Fill_LT

gas station RD-DG_EOP_LT

gas station RD-B1_EOP_RT

approach 704-56-300+88.00

approach 704-56-300+83.00

approach 704-56-DG_Tie_L

approach 704-56-DG_Tie_L

approach 704-56-DG_Tie_L

approach 704-56-DG_Tie_Lapproach 704-56-DG_Tie_L

approach 704-56-300+83.23 approach 704-56-300+82.00approach 704-56-300+92.00 approach 704-56-300+91.00

approach 704-56-T_Tie_L

approach 704-56-T_Tie_L

approach 704-56-T_Tie_L

approach 704-56-T_Tie_Lapproach 704-56-T_Tie_L

approach 704-56-300+90.00 approach 704-56-300+89.00

approach 704-56-300+23.00

approach 704-56-300+87.00

approach 704-56-300+43.00

approach 704-56-300+86.00

approach 704-56-300+42.00

approach 704-56-300+85.00

approach 704-56-300+41.00

approach 704-56-300+84.00

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-B1_EOP_LT

PR 32nd 6-ditch-DITCH_BOTTOM_OUT_LT

PR 32nd 6-ditch-T_EOP_RT

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-T_Tie_Cut_LT

PR 32nd 6-ditch-DG_EOP_LT

PR 32nd 6-ditch-704+00.00

PR 32nd 6-ditch-704+00.00

PR 32nd 6-ditch-704+00.00

PR 32nd 6-ditch-704+00.00

PR 32nd 6-ditch-T_Tie_Fill_RT

PR 32nd 6-ditch-HINGE_LT

PR 32nd 6-ditch-B1_1_RT

PR 32nd 6-ditch-B1_CL

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_Tie_Fill_RT

PR 32nd 6-ditch-DITCH_BOTTOM_IN_LT

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

line location

water line
Approximate

location
gas line 
Approximate

location
fuel line 
Approximate

location
OH line
ApproximateS

ta
te
 R
/W

E
x
s
t 

N
o
t 

P
p
s
d
 R
/W

gas station RD-T_EOP_L

gas station RD-201+04.00

gas station RD-DG_CL

gas station RD-B1_EOP_LT

gas station RD-T_Tie_Cut_RT

gas station RD-201+02.00

gas station RD-DG_EOP_RT

gas station RD-DG_Tie_Cut_RT

gas station RD-B1_CL

gas station RD-201+00.00

gas station RD-T_EOP_R

gas station RD-T_CL

gas station RD-200+98.00

gas station RD-B1_1_RT

gas station RD-200+96.00

gas station RD-DG_EOP_LT

gas station RD-B1_EOP_RT

approach 704-56-301+45.00

approach 704-56-301+34.00

approach 704-56-301+23.00

approach 704-56-301+12.00

approach 704-56-301+01.00

approach 704-56-300+99.00

approach 704-56-300+88.00

approach 704-56-300+77.00

approach 704-56-300+66.00

approach 704-56-300+55.00

approach 704-56-300+44.00

approach 704-56-300+33.00

approach 704-56-301+51.00

approach 704-56-301+40.00

approach 704-56-300+94.00

approach 704-56-300+83.00

approach 704-56-300+72.00

approach 704-56-300+61.00

approach 704-56-300+50.00

approach 704-56-301+61.00

approach 704-56-301+50.00

approach 704-56-300+93.00

approach 704-56-300+83.23 approach 704-56-300+82.00

approach 704-56-300+71.00

approach 704-56-300+60.00

approach 704-56-301+60.00

approach 704-56-300+92.77 approach 704-56-300+92.00 approach 704-56-300+81.00

approach 704-56-300+70.00

approach 704-56-301+70.00

approach 704-56-300+91.00 approach 704-56-300+80.00

approach 704-56-301+09.00

approach 704-56-300+90.00

approach 704-56-301+19.00

approach 704-56-301+08.00

approach 704-56-300+29.00

approach 704-56-301+29.00

approach 704-56-301+18.00

approach 704-56-301+07.00

approach 704-56-300+39.00

approach 704-56-300+28.00

approach 704-56-301+39.00

approach 704-56-301+28.00

approach 704-56-301+17.00

approach 704-56-301+06.00

approach 704-56-300+49.00

approach 704-56-300+38.00

approach 704-56-300+27.00

approach 704-56-301+49.00

approach 704-56-301+38.00

approach 704-56-301+27.00

approach 704-56-301+16.00

approach 704-56-301+05.00

approach 704-56-300+59.00

approach 704-56-300+48.00

approach 704-56-300+37.00

approach 704-56-300+26.00

approach 704-56-301+59.00

approach 704-56-301+48.00

approach 704-56-301+37.00

approach 704-56-301+26.00

approach 704-56-301+15.00

approach 704-56-301+04.00

approach 704-56-300+69.00

approach 704-56-300+58.00

approach 704-56-300+47.00

approach 704-56-300+36.00

approach 704-56-300+25.00

approach 704-56-301+69.00

approach 704-56-301+58.00

approach 704-56-301+47.00

approach 704-56-301+36.00

approach 704-56-301+25.00

approach 704-56-301+14.00

approach 704-56-301+03.00

approach 704-56-300+79.00

approach 704-56-300+68.00

approach 704-56-300+57.00

approach 704-56-300+46.00

approach 704-56-300+35.00

approach 704-56-300+24.00

approach 704-56-301+68.00

approach 704-56-301+57.00

approach 704-56-301+46.00

approach 704-56-301+35.00

approach 704-56-301+24.00

approach 704-56-301+13.00

approach 704-56-301+02.00

approach 704-56-300+89.00

approach 704-56-300+78.00

approach 704-56-300+67.00

approach 704-56-300+56.00

approach 704-56-300+45.00

approach 704-56-300+34.00

approach 704-56-300+23.00

approach 704-56-301+67.00

approach 704-56-301+56.00

approach 704-56-301+66.00

approach 704-56-301+55.00

approach 704-56-301+44.00

approach 704-56-301+33.00

approach 704-56-301+22.00

approach 704-56-301+11.00

approach 704-56-301+00.00

approach 704-56-300+98.00

approach 704-56-300+87.00

approach 704-56-300+76.00

approach 704-56-300+65.00

approach 704-56-300+54.00

approach 704-56-300+43.00

approach 704-56-300+32.00

approach 704-56-301+65.00

approach 704-56-301+54.00

approach 704-56-301+43.00

approach 704-56-301+32.00

approach 704-56-301+21.00

approach 704-56-301+10.00

approach 704-56-300+97.00

approach 704-56-300+86.00

approach 704-56-300+75.00

approach 704-56-300+64.00

approach 704-56-300+53.00

approach 704-56-300+42.00

approach 704-56-300+31.00

approach 704-56-301+64.00

approach 704-56-301+53.00

approach 704-56-301+42.00

approach 704-56-301+31.00

approach 704-56-301+20.00

approach 704-56-300+96.00

approach 704-56-300+85.00

approach 704-56-300+74.00

approach 704-56-300+63.00

approach 704-56-300+52.00

approach 704-56-300+41.00

approach 704-56-300+30.00

approach 704-56-301+63.00

approach 704-56-301+52.00

approach 704-56-301+41.00

approach 704-56-301+30.00

approach 704-56-300+95.00

approach 704-56-300+84.00

approach 704-56-300+73.00

approach 704-56-300+62.00

approach 704-56-300+51.00

approach 704-56-300+40.00

approach 704-56-301+62.00

PR 32nd 6-ditch-DG_EOP_RT_TIE

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-B1_EOP_LT

PR 32nd 6-ditch-T_EOP_RT_TIE

PR 32nd 6-ditch-T_EOP_RT

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-DG_EOP_LT

PR 32nd 6-ditch-B1_CL

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-B1_EOP_RT_TIE

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

P
p
s
d
 R
/W

line location

water line
Approximate

location
fuel line 
Approximate

location
OH line
ApproximateS

ta
te
 R
/W

E
x
s
t 

N
o
t 

gas station RD-B1_1_LT

gas station RD-201+48.94

gas station RD-T_Tie_Fill_LTgas station RD-T_EOP_L

gas station RD-201+48.00

gas station RD-DG_CL

gas station RD-B1_EOP_LT

gas station RD-DG_Tie_Fill_RT

gas station RD-201+46.00

gas station RD-DG_EOP_RT

gas station RD-B1_CL

gas station RD-201+44.00

gas station RD-T_EOP_R

gas station RD-T_CL

gas station RD-B1_1_RT

gas station RD-201+42.00

gas station RD-T_Tie_Fill_RT

gas station RD-201+42.45

gas station RD-DG_Tie_Fill_LT

gas station RD-DG_EOP_LT

gas station RD-201+50.00

gas station RD-B1_EOP_RT

approach 704-56-301+01.00

approach 704-56-300+99.00

approach 704-56-300+88.00

approach 704-56-300+77.00

approach 704-56-300+66.00

approach 704-56-300+55.00

approach 704-56-300+44.00

approach 704-56-300+94.00

approach 704-56-300+83.00

approach 704-56-300+72.00

approach 704-56-300+61.00

approach 704-56-300+50.00

approach 704-56-300+93.00

approach 704-56-300+83.23 approach 704-56-300+82.00

approach 704-56-300+71.00

approach 704-56-300+60.00

approach 704-56-300+92.77 approach 704-56-300+92.00 approach 704-56-300+81.00

approach 704-56-300+70.00

approach 704-56-B1_EOP_R

approach 704-56-300+91.00 approach 704-56-300+80.00

approach 704-56-300+90.00

approach 704-56-T_1_R

approach 704-56-300+39.00

approach 704-56-DG_Tie_R

approach 704-56-DG_Tie_R

approach 704-56-DG_Tie_R

approach 704-56-300+49.00

approach 704-56-300+38.00

approach 704-56-B1_EOSP_R

approach 704-56-300+59.00

approach 704-56-300+48.00

approach 704-56-300+37.00

approach 704-56-300+69.00

approach 704-56-300+58.00

approach 704-56-300+47.00

approach 704-56-300+36.00

approach 704-56-T_Tie_R

approach 704-56-T_Tie_R

approach 704-56-T_Tie_R

approach 704-56-300+79.00

approach 704-56-300+68.00

approach 704-56-300+57.00

approach 704-56-300+46.00

approach 704-56-300+24.00

approach 704-56-DG_EOSB2_R

approach 704-56-300+89.00

approach 704-56-300+78.00

approach 704-56-300+67.00

approach 704-56-300+56.00

approach 704-56-300+45.00

approach 704-56-300+23.00

approach 704-56-301+00.00

approach 704-56-300+98.00

approach 704-56-300+87.00

approach 704-56-300+76.00

approach 704-56-300+65.00

approach 704-56-300+54.00

approach 704-56-300+43.00

approach 704-56-DG_EOP_R

approach 704-56-300+97.00

approach 704-56-300+86.00

approach 704-56-300+75.00

approach 704-56-300+64.00

approach 704-56-300+53.00

approach 704-56-300+42.00

approach 704-56-300+96.00

approach 704-56-300+85.00

approach 704-56-300+74.00

approach 704-56-300+63.00

approach 704-56-300+52.00

approach 704-56-300+41.00

approach 704-56-300+95.00

approach 704-56-300+84.00

approach 704-56-300+73.00

approach 704-56-300+62.00

approach 704-56-300+51.00

approach 704-56-300+40.00

approach 704-56-T_EOP_R

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-B1_EOP_LT

PR 32nd 6-ditch-T_EOP_RT

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-T_Tie_Cut_LT

PR 32nd 6-ditch-DG_EOP_LT

PR 32nd 6-ditch-705+00.00

PR 32nd 6-ditch-B1_CL

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

location
fuel line 
Approximate

line location

water line
Approximate

location
OH line
Approximate

P
p
s
d
 R
/W

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

location
electric line

Approximate

line location

telephone
Approximate

E
x
s
t 

R
/W

E
x
s
t 

R
/W

E
x
s
t 

R
/W
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

705+34.24

1845 1845

1860 1860

706+00.00

1845 1845

1860 1860

707+00.00707+00.00

SIOB-SOIA-7-002(157)017 52

1845

1860

1845

1860

707+66.65 - Skew

gas station RD-B1_1_LTgas station RD-T_Tie_Fill_LT

gas station RD-T_EOP_L

gas station RD-DG_CL

gas station RD-B1_EOP_LT

gas station RD-DG_Tie_Fill_RT

gas station RD-DG_EOP_RT

gas station RD-B1_CL

gas station RD-T_EOP_R

gas station RD-T_CL

gas station RD-B1_1_RT

gas station RD-T_Tie_Fill_RT

gas station RD-DG_Tie_Fill_LT

gas station RD-201+84.00

gas station RD-DG_EOP_LT

gas station RD-201+82.00

gas station RD-B1_EOP_RT

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG_EOP1

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-DITCH_BOTTOM_OUT_LT

PR 32nd 6-ditch-B1-SW_IN_RT

PR 32nd 6-ditch-Sidewalk_OUT_RT1

PR 32nd 6-ditch-DG-SW_IN_RT

PR 32nd 6-ditch-B1_EOSB12

PR 32nd 6-ditch-Sidewalk_IN_RT_1

PR 32nd 6-ditch-DG_13

PR 32nd 6-ditch-B1-SW_IN_RT1

PR 32nd 6-ditch-T_EOP_RT PR 32nd 6-ditch-DG-SW_OUT_RT

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-T_Tie_Cut_LT

PR 32nd 6-ditch-T_BOC2

PR 32nd 6-ditch-B1-SW_OUT_RT1

PR 32nd 6-ditch-B1_EOP3

PR 32nd 6-ditch-T_Tie_Fill_RT

PR 32nd 6-ditch-T_Tie_Fill_RT

PR 32nd 6-ditch-HINGE_LT

PR 32nd 6-ditch-Sidewalk_IN_RT

PR 32nd 6-ditch-705+35.00

PR 32nd 6-ditch- 3

PR 32nd 6-ditch-B1_CL

PR 32nd 6-ditch-705+36.00

PR 32nd 6-ditch-B1-SW_OUT_RT

PR 32nd 6-ditch-B1_BOC2

PR 32nd 6-ditch-B1_EOP1

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_Tie_Fill_RT

PR 32nd 6-ditch-DG_Tie_Fill_RT

PR 32nd 6-ditch-DITCH_BOTTOM_IN_LT

PR 32nd 6-ditch- 2

PR 32nd 6-ditch-DG_EOSB22PR 32nd 6-ditch-DG_EOP3

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior BoundaryExterior Boundary

Exterior Boundary

Exterior Boundary

Exterior Boundary

location
fuel line 
Approximate

location
OH line
Approximate

P
p
s
d
 R
/W

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG_EOP1

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-DITCH_BOTTOM_OUT_LT

PR 32nd 6-ditch-B1-SW_IN_RT

PR 32nd 6-ditch-Sidewalk_OUT_RT1

PR 32nd 6-ditch-DG-SW_IN_RT

PR 32nd 6-ditch-B1_EOSB12

PR 32nd 6-ditch-Sidewalk_IN_RT_1

PR 32nd 6-ditch-DG_13

PR 32nd 6-ditch-B1-SW_IN_RT1

PR 32nd 6-ditch-T_EOP_RT PR 32nd 6-ditch-DG-SW_OUT_RT

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-T_Tie_Cut_LT

PR 32nd 6-ditch-706+00.00

PR 32nd 6-ditch-706+00.00

PR 32nd 6-ditch-706+00.00

PR 32nd 6-ditch-T_BOC2

PR 32nd 6-ditch-B1-SW_OUT_RT1

PR 32nd 6-ditch-B1_EOP3

PR 32nd 6-ditch-T_Tie_Fill_RT

PR 32nd 6-ditch-HINGE_LT

PR 32nd 6-ditch-706+01.00

PR 32nd 6-ditch-Sidewalk_IN_RT

PR 32nd 6-ditch-706+03.00

PR 32nd 6-ditch-706+02.00

PR 32nd 6-ditch-706+05.00

PR 32nd 6-ditch- 3PR 32nd 6-ditch-B1_CL

PR 32nd 6-ditch-706+04.00

PR 32nd 6-ditch-B1-SW_OUT_RT

PR 32nd 6-ditch-B1_BOC2

PR 32nd 6-ditch-B1_EOP1

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_Tie_Fill_RT

PR 32nd 6-ditch-DITCH_BOTTOM_IN_LT

PR 32nd 6-ditch- 2

PR 32nd 6-ditch-DG_EOSB22PR 32nd 6-ditch-DG_EOP3

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

location
fuel line 
Approximate

location
OH line
Approximate

P
p
s
d
 R
/W

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

E
x
s
t 

R
/W

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG_EOP1

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-DITCH_BOTTOM_OUT_LT

PR 32nd 6-ditch-B1-SW_IN_RT

PR 32nd 6-ditch-Sidewalk_OUT_RT1

PR 32nd 6-ditch-DG-SW_IN_RT

PR 32nd 6-ditch-B1_EOSB12

PR 32nd 6-ditch-Sidewalk_IN_RT_1

PR 32nd 6-ditch-DG_13

PR 32nd 6-ditch-B1-SW_IN_RT1

PR 32nd 6-ditch-T_EOP_RT PR 32nd 6-ditch-DG-SW_OUT_RT

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-T_Tie_Cut_LT

PR 32nd 6-ditch-707+00.00

PR 32nd 6-ditch-707+00.00

PR 32nd 6-ditch-707+00.00

PR 32nd 6-ditch-707+00.00

PR 32nd 6-ditch-707+00.00

PR 32nd 6-ditch-T_BOC2

PR 32nd 6-ditch-B1-SW_OUT_RT1

PR 32nd 6-ditch-B1_EOP3

PR 32nd 6-ditch-T_Tie_Fill_RT

PR 32nd 6-ditch-HINGE_LT

PR 32nd 6-ditch-Sidewalk_IN_RT

PR 32nd 6-ditch- 3

PR 32nd 6-ditch-B1_CL

PR 32nd 6-ditch-B1-SW_OUT_RT

PR 32nd 6-ditch-B1_BOC2

PR 32nd 6-ditch-B1_EOP1

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_Tie_Fill_RT

PR 32nd 6-ditch-DITCH_BOTTOM_IN_LT

PR 32nd 6-ditch- 2

PR 32nd 6-ditch-DG_EOSB22PR 32nd 6-ditch-DG_EOP3

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

location
fuel line 
Approximate

location
fuel line 
Approximate

location
OH line
Approximate

location
OH line
Approximate

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

E
x
s
t 

R
/W

S = 2.53%

E Inv. 1850.95

W Inv. 1849.10

Pipe Conduit 24IN - 73 LF

  Sta 705+30 - 27.1' Rt

Sta 705+30 - 45.7' Lt to

E
x
s
t 

R
/W

E
x
s
t 

R
/W

W
e
tl
a
n
d
 1

a

W
e
tl
a
n
d
 1

a

S = 0.18%

E Inv. 1848.90

W Inv. 1848.60

Pipe Conc Reinf 48IN - 168 LF

  Sta 707+88 - 91.5' Rt

Sta 706+55 - 73.6' Lt to

S = 0.18%

E Inv. 1848.90

W Inv. 1848.60

Pipe Conc Reinf 48IN - 168 LF

  Sta 707+95 - 90.4' Rt

Sta 707+64 - 74.9' Lt to
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

708+26.53

1845 1845

1860 1860

710+00.00

1845 1845

1860 1860

711+00.00

SIOB-SOIA-7-002(157)017 53

1845

1860

1845

1860

710+77.87

P
p
s
d
 R
/W

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

PR US-2 C1-BOTH DITCHES-B1_EOL_RT

PR US-2 C1-BOTH DITCHES-DG_CL_RT

PR US-2 C1-BOTH DITCHES-T_EOP_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_LT

PR US-2 C1-BOTH DITCHES-T_EOL_RT

PR US-2 C1-BOTH DITCHES-B1_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOP_RT

PR US-2 C1-BOTH DITCHES-DG_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_EOP_LT

PR US-2 C1-BOTH DITCHES-920+00.00

PR US-2 C1-BOTH DITCHES-920+00.00

PR US-2 C1-BOTH DITCHES-920+00.00

PR US-2 C1-BOTH DITCHES-T_EOP

PR US-2 C1-BOTH DITCHES-DG_EOL_RT

PR US-2 C1-BOTH DITCHES-T_CL_LT

PR US-2 C1-BOTH DITCHES-DG_EOP_RT

PR US-2 C1-BOTH DITCHES-T_EOL_LT

PR US-2 C1-BOTH DITCHES-DG_CL_LT

PR US-2 C1-BOTH DITCHES-B1_EOL_LT

PR US-2 C1-BOTH DITCHES-B1_CL_RT

PR US-2 C1-BOTH DITCHES-T_CL_RT

PR 32nd 6-ditch-709+82.00

PR 32nd 6-ditch-707+93.13

PR 32nd 6-ditch-707+80.00

PR 32nd 6-ditch-709+92.00

PR 32nd 6-ditch-709+70.00

PR 32nd 6-ditch-707+90.00

PR 32nd 6-ditch-709+84.00

PR 32nd 6-ditch-707+82.00 PR 32nd 6-ditch-707+81.65

PR 32nd 6-ditch-707+60.00

PR 32nd 6-ditch-710+09.97

PR 32nd 6-ditch-709+94.00

PR 32nd 6-ditch-709+72.00

PR 32nd 6-ditch-707+92.00

PR 32nd 6-ditch-707+83.13

PR 32nd 6-ditch-707+70.00

PR 32nd 6-ditch-709+86.00

PR 32nd 6-ditch-707+84.00

PR 32nd 6-ditch-707+62.00

PR 32nd 6-ditch-707+40.00

PR 32nd 6-ditch-709+96.00

PR 32nd 6-ditch-709+85.00

PR 32nd 6-ditch-709+74.00

PR 32nd 6-ditch-707+94.00

PR 32nd 6-ditch-707+72.00

PR 32nd 6-ditch-707+50.00

PR 32nd 6-ditch-709+98.00

PR 32nd 6-ditch-709+76.00

PR 32nd 6-ditch-707+96.00

PR 32nd 6-ditch-707+74.00

PR 32nd 6-ditch-707+52.00

PR 32nd 6-ditch-707+30.00

PR 32nd 6-ditch-710+00.00

PR 32nd 6-ditch-709+78.00

PR 32nd 6-ditch-708+00.00

PR 32nd 6-ditch-707+98.00

PR 32nd 6-ditch-707+76.00

PR 32nd 6-ditch-707+54.00

PR 32nd 6-ditch-707+32.00

PR 32nd 6-ditch-710+10.00

PR 32nd 6-ditch-709+88.00

PR 32nd 6-ditch-707+86.00

PR 32nd 6-ditch-707+79.15

PR 32nd 6-ditch-707+64.00

PR 32nd 6-ditch-707+42.00

PR 32nd 6-ditch-710+12.00

PR 32nd 6-ditch-709+68.00

PR 32nd 6-ditch-707+88.00

PR 32nd 6-ditch-707+66.00

PR 32nd 6-ditch-707+44.00

PR 32nd 6-ditch-707+22.00

PR 32nd 6-ditch-710+02.00

PR 32nd 6-ditch-709+70.07

PR 32nd 6-ditch-708+02.00

PR 32nd 6-ditch-707+78.00

PR 32nd 6-ditch-707+56.00

PR 32nd 6-ditch-707+34.00

PR 32nd 6-ditch-710+04.00

PR 32nd 6-ditch-707+58.00

PR 32nd 6-ditch-707+42.94

PR 32nd 6-ditch-707+36.00

PR 32nd 6-ditch-710+14.00

PR 32nd 6-ditch-709+90.15

PR 32nd 6-ditch-707+68.00

PR 32nd 6-ditch-707+46.00

PR 32nd 6-ditch-707+24.00

PR 32nd 6-ditch-710+06.00

PR 32nd 6-ditch-707+38.00

PR 32nd 6-ditch-707+48.00

PR 32nd 6-ditch-707+26.00

PR 32nd 6-ditch-710+08.00

PR 32nd 6-ditch-709+80.00

PR 32nd 6-ditch-707+90.78

PR 32nd 6-ditch-709+90.00

PR 32nd 6-ditch-707+28.00

location
fuel line 
Approximate

line location

sanitary sewer 

Approximate

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-709+92.00

PR 32nd 6-ditch-DG_EOP1

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-709+94.00

PR 32nd 6-ditch-B1-SW_IN_RT

PR 32nd 6-ditch-T_Tie_Fill_LT

PR 32nd 6-ditch-Sidewalk_OUT_RT1

PR 32nd 6-ditch-DG-SW_IN_RT

PR 32nd 6-ditch-B1_EOSB12

PR 32nd 6-ditch-709+96.00

PR 32nd 6-ditch-B1_EOSB13

PR 32nd 6-ditch-Sidewalk_IN_RT_1

PR 32nd 6-ditch-DG_13

PR 32nd 6-ditch-B1-SW_IN_RT1

PR 32nd 6-ditch-T_EOP_RT

PR 32nd 6-ditch-709+98.00

PR 32nd 6-ditch-DG-SW_OUT_RT

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-710+00.00

PR 32nd 6-ditch-710+00.00

PR 32nd 6-ditch-T_BOC3PR 32nd 6-ditch-T_BOC

PR 32nd 6-ditch-DG_11

PR 32nd 6-ditch-T_BOC2

PR 32nd 6-ditch-B1-SW_OUT_RT1

PR 32nd 6-ditch-B1_EOP3

PR 32nd 6-ditch-T_Tie_Fill_RT

PR 32nd 6-ditch-B1_EOP4

PR 32nd 6-ditch-DG_Tie_Fill_LT

PR 32nd 6-ditch-Sidewalk_IN_RT

PR 32nd 6-ditch-B1_BOC3

PR 32nd 6-ditch-709+90.15

PR 32nd 6-ditch-DG_EOP4PR 32nd 6-ditch-DG_EOSB23

PR 32nd 6-ditch- 3

PR 32nd 6-ditch-B1_CL

PR 32nd 6-ditch-B1-SW_OUT_RT

PR 32nd 6-ditch-B1_BOC2

PR 32nd 6-ditch-B1_EOP1

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_Tie_Fill_RT

PR 32nd 6-ditch-709+90.00

PR 32nd 6-ditch- 2

PR 32nd 6-ditch-DG_EOSB22PR 32nd 6-ditch-DG_EOP3

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

location
fuel line 
Approximate

line location

storm drain

Approximate

line location

sanitary sewer 

Approximate

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG-SW_IN_RT1

PR 32nd 6-ditch-DG_EOP1

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-B1-SW_IN_RT

PR 32nd 6-ditch-DG_EOP

PR 32nd 6-ditch-Sidewalk_OUT_RT

PR 32nd 6-ditch-Sidewalk_IN_RT_1

PR 32nd 6-ditch-B1-SW_IN_RT1

PR 32nd 6-ditch-T_EOP_RT

PR 32nd 6-ditch-B1_BOC

PR 32nd 6-ditch-B1_EOSB11

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-DG_1

PR 32nd 6-ditch-DG_Tie_Cut_LT

PR 32nd 6-ditch-DG_12

PR 32nd 6-ditch-T_BOC3

PR 32nd 6-ditch-711+00.00

PR 32nd 6-ditch-711+00.00

PR 32nd 6-ditch-B1_EOP

PR 32nd 6-ditch-T_BOC

PR 32nd 6-ditch-T_Tie_Cut_LT

PR 32nd 6-ditch-B1-SW_OUT_RT1PR 32nd 6-ditch-T_BOC1

PR 32nd 6-ditch-Sidewalk_IN_RT

PR 32nd 6-ditch- 5

PR 32nd 6-ditch-B1_EOP2

PR 32nd 6-ditch-B1_EOSB1

PR 32nd 6-ditch- 6

PR 32nd 6-ditch-DG_Tie_Cut_RT

PR 32nd 6-ditch-B1_BOC1

PR 32nd 6-ditch-T_FOC1

PR 32nd 6-ditch-B1_CL PR 32nd 6-ditch-DG-SW_OUT_RT1

PR 32nd 6-ditch-B1-SW_OUT_RT

PR 32nd 6-ditch-B1_EOP1

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_EOSB2

PR 32nd 6-ditch-T_Tie_Cut_RT

PR 32nd 6-ditch-DG_EOSB21

PR 32nd 6-ditch-T_Gutter1

PR 32nd 6-ditch-DG_EOP2

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

line location

water line
Approximate

location
fuel line 
Approximate

location
gas line 
Approximate

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

P
p
s
d
 R
/W

line location

sanitary sewer 

Approximate

line location

water line
Approximate

line location

sanitary sewer 

Approximate

location
fuel line 
Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

E
x
s
t 

R
/W

E
x
s
t 

R
/W

line location

Fiber Optic 

Approximate

line location

Fiber Optic 

Approximate

line location

Fiber Optic 

Approximate

E
x
s
t 

R
/W

W
e
tl
a
n
d
 1

e

W
e
tl
a
n
d
 1

e

location
electric line

Approximate

E
x
s
t 

R
/W

location
electric line

Approximate

S = 0.31%

E Inv. 1849.74

W Inv. 1849.85

Pipe Conduit 24IN - 36 LF

  Sta 710+78 - 62' Rt

Sta 710+78 - 26' Rt to
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S = 0.31%

E Inv. 1849.85

W Inv. 1850.03

Pipe Conduit 24IN - 59 LF

  Sta 710+78 - 26' Rt

Sta 710+78 - 33' Lt to



00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

1875 1875

712+00.00

1860 1860

1875 1875

713+00.00

1860 1860

1875 1875

714+00.00

SIOB-SOIA-7-002(157)017 54

PR 32nd 6-ditch-T_EOP_LT PR 32nd 6-ditch-DG-SW_IN_RT1

PR 32nd 6-ditch-DG_EOP1

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-B1-SW_IN_RT

PR 32nd 6-ditch-T_Tie_Fill_LT

PR 32nd 6-ditch-Sidewalk_OUT_RT

PR 32nd 6-ditch-B1_EOSB13

PR 32nd 6-ditch-Sidewalk_IN_RT_1

PR 32nd 6-ditch-B1-SW_IN_RT1

PR 32nd 6-ditch-T_EOP_RT

PR 32nd 6-ditch-712+00.00

PR 32nd 6-ditch-712+00.00

PR 32nd 6-ditch-712+00.00

PR 32nd 6-ditch-712+00.00

PR 32nd 6-ditch-712+00.00

PR 32nd 6-ditch-712+00.00

PR 32nd 6-ditch-712+00.00

PR 32nd 6-ditch-B1_EOSB11

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-DG_12

PR 32nd 6-ditch-T_BOC3PR 32nd 6-ditch-T_BOC

PR 32nd 6-ditch-DG_11

PR 32nd 6-ditch-B1-SW_OUT_RT1

PR 32nd 6-ditch-T_BOC1

PR 32nd 6-ditch-B1_EOP4

PR 32nd 6-ditch-DG_Tie_Fill_LT

PR 32nd 6-ditch-Sidewalk_IN_RT

PR 32nd 6-ditch- 5

PR 32nd 6-ditch-B1_EOP2

PR 32nd 6-ditch-B1_BOC3

PR 32nd 6-ditch- 6

PR 32nd 6-ditch-DG_Tie_Cut_RT

PR 32nd 6-ditch-B1_BOC1

PR 32nd 6-ditch-T_FOC1

PR 32nd 6-ditch-DG_EOP4PR 32nd 6-ditch-DG_EOSB23

PR 32nd 6-ditch-B1_CL PR 32nd 6-ditch-DG-SW_OUT_RT1

PR 32nd 6-ditch-B1-SW_OUT_RT

PR 32nd 6-ditch-B1_EOP1

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-T_Tie_Cut_RT

PR 32nd 6-ditch-DG_EOSB21

PR 32nd 6-ditch-T_Gutter1

PR 32nd 6-ditch-DG_EOP2

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

line location

water line
Approximate

location
fuel line 
Approximate

location
gas line 
Approximate

P
p
s
d
 R
/W

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

line location

sanitary sewer 

Approximate

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG-SW_IN_RT1

PR 32nd 6-ditch-DG_EOP1

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-B1-SW_IN_RT

PR 32nd 6-ditch-713+00.00

PR 32nd 6-ditch-713+00.00

PR 32nd 6-ditch-713+00.00

PR 32nd 6-ditch-713+00.00

PR 32nd 6-ditch-713+00.00

PR 32nd 6-ditch-DG_EOP

PR 32nd 6-ditch-Sidewalk_OUT_RT

PR 32nd 6-ditch-Sidewalk_IN_RT_1

PR 32nd 6-ditch-B1-SW_IN_RT1

PR 32nd 6-ditch-T_EOP_RT

PR 32nd 6-ditch-B1_BOC

PR 32nd 6-ditch-B1_EOSB11

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-DG_1

PR 32nd 6-ditch-DG_Tie_Cut_LT

PR 32nd 6-ditch-DG_12PR 32nd 6-ditch-T_BOC3

PR 32nd 6-ditch-B1_EOP

PR 32nd 6-ditch-T_BOC

PR 32nd 6-ditch-T_Tie_Cut_LT

PR 32nd 6-ditch-B1-SW_OUT_RT1

PR 32nd 6-ditch-T_BOC1

PR 32nd 6-ditch-Sidewalk_IN_RT

PR 32nd 6-ditch- 5

PR 32nd 6-ditch-B1_EOP2

PR 32nd 6-ditch-B1_EOSB1

PR 32nd 6-ditch- 6

PR 32nd 6-ditch-DG_Tie_Cut_RT

PR 32nd 6-ditch-B1_BOC1

PR 32nd 6-ditch-T_FOC1

PR 32nd 6-ditch-B1_CL PR 32nd 6-ditch-DG-SW_OUT_RT1

PR 32nd 6-ditch-B1-SW_OUT_RT

PR 32nd 6-ditch-B1_EOP1

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_EOSB2

PR 32nd 6-ditch-T_Tie_Cut_RT

PR 32nd 6-ditch-DG_EOSB21

PR 32nd 6-ditch-T_Gutter1

PR 32nd 6-ditch-DG_EOP2

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

line location

water line
Approximate

location
gas line 
Approximate

location
fuel line 
Approximate

line location

storm drain

Approximate

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

P
p
s
d
 R
/W

line location

sanitary sewer 

Approximate

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG_EOP1

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-B1-SW_IN_RT

PR 32nd 6-ditch-714+00.00

PR 32nd 6-ditch-714+00.00

PR 32nd 6-ditch-714+00.00

PR 32nd 6-ditch-Sidewalk_OUT_RT1

PR 32nd 6-ditch-DG-SW_IN_RT

PR 32nd 6-ditch-B1_EOSB12

PR 32nd 6-ditch-DG_EOP

PR 32nd 6-ditch-Sidewalk_IN_RT_1

PR 32nd 6-ditch-DG_13

PR 32nd 6-ditch-B1-SW_IN_RT1

PR 32nd 6-ditch-T_EOP_RT

PR 32nd 6-ditch-B1_BOC

PR 32nd 6-ditch-DG-SW_OUT_RT

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-DG_1

PR 32nd 6-ditch-DG_Tie_Cut_LT

PR 32nd 6-ditch-T_BOC3

PR 32nd 6-ditch-B1_EOP

PR 32nd 6-ditch-T_BOC

PR 32nd 6-ditch-T_Tie_Cut_LT

PR 32nd 6-ditch-T_BOC2

PR 32nd 6-ditch-B1-SW_OUT_RT1

PR 32nd 6-ditch-B1_EOP3

PR 32nd 6-ditch-T_Tie_Fill_RT

PR 32nd 6-ditch-Sidewalk_IN_RT

PR 32nd 6-ditch-B1_EOSB1

PR 32nd 6-ditch- 3PR 32nd 6-ditch-B1_CL

PR 32nd 6-ditch-B1-SW_OUT_RT

PR 32nd 6-ditch-B1_BOC2

PR 32nd 6-ditch-B1_EOP1

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_EOSB2

PR 32nd 6-ditch-DG_Tie_Fill_RT

PR 32nd 6-ditch- 2

PR 32nd 6-ditch-DG_EOSB22PR 32nd 6-ditch-DG_EOP3

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

line location

water line
Approximate

location
gas line 
Approximate

location
fuel line 
Approximate

line location

storm drain

Approximate

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

P
p
s
d
 R
/W

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

E
x
s
t 

R
/W

E
x
s
t 

R
/W

E
x
s
t 

R
/W

200

 

 

 

  

  

  

  

  

STATE PROJECT NO.

ND

NO.

SHEET

NO.

SECTION

7/25/2016 gporter L:\ND\Projects\Active 2015\Tx15125.00 - US-2 - 32nd Ave - 11th St Williston\700 - CAD\SOIA-7-002(157)017\Utilities\Sheets\200XS_001_UTIL.dgn11:53:36 AM



00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1860 1860

1875 1875

715+00.00

1860 1860

1875 1875

716+00.00

SIOB-SOIA-7-002(157)017 55

approach 715-43-150+23.75approach 715-43-150+21.95 approach 715-43-150+22.75

approach 715-43-DG_Tie_Fill_RT

approach 715-43-DG_EOP_R approach 715-43-DG_EOP_R

approach 715-43-150+23.00

approach 715-43-DG_EOSB22approach 715-43-DG_EOP3

approach 715-43-150+22.10approach 715-43-150+21.75 approach 715-43-150+22.11approach 715-43-150+22.00

approach 715-43-150+24.25

approach 715-43-B1_BOC2

approach 715-43-150+21.00approach 715-43-T_EOP_R approach 715-43-T_EOP_Rapproach 715-43-150+23.25approach 715-43-150+22.35approach 715-43-150+22.25

approach 715-43-T_Tie_Fill_RT

approach 715-43-B1_EOP3

approach 715-43-T_BOC1

approach 715-43-150+21.25

approach 715-43-B1_EOP_R approach 715-43-B1_EOP_R

approach 715-43-T_BOC2

approach 715-43-DG_13

approach 715-43-150+22.19

approach 715-43-B1_EOSB12

approach 715-43-150+24.50

approach 715-43-150+23.50approach 715-43-150+21.92 approach 715-43-150+22.50approach 715-43-150+21.94approach 715-43-150+21.50

approach 715-25-B1_EOP_L

approach 715-25-DG_EOP4

approach 715-25-DG_EOSB23

approach 715-25-B1_BOC3

approach 715-25-140+19.00

approach 715-25-B1_EOP4

approach 715-25-DG_Tie_Fill_LT

approach 715-25-140+18.00

approach 715-25-DG_11

approach 715-25-T_BOC3approach 715-25-T_BOC

approach 715-25-140+25.00

approach 715-25-140+24.00

approach 715-25-DG_EOP_L

approach 715-25-T_Tie_Fill_LT

approach 715-25-140+23.00

approach 715-25-B1_EOSB13

approach 715-25-140+22.00 approach 715-25-140+21.00

approach 715-25-T_EOP_L

approach 715-25-140+20.00

approach 715-43-150+24.00

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG_EOP1

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-715+00.00

PR 32nd 6-ditch-T_EOP_RT

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-B1_CL

PR 32nd 6-ditch-B1_EOP1

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

line location

water line
Approximate

location
gas line 
Approximate

line location

storm drain

Approximate

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

P
p
s
d
 R
/W

line location

sanitary sewer 

Approximate

PR 32nd 6-ditch-T_EOP_LT

PR 32nd 6-ditch-DG_EOP1

PR 32nd 6-ditch-DG_CL

PR 32nd 6-ditch-716+00.00

PR 32nd 6-ditch-716+00.00

PR 32nd 6-ditch-716+00.00 PR 32nd 6-ditch-716+00.00

PR 32nd 6-ditch-716+00.00

PR 32nd 6-ditch-716+00.00

PR 32nd 6-ditch-716+00.00

PR 32nd 6-ditch-B1-SW_IN_RT

PR 32nd 6-ditch-Sidewalk_OUT_RT1

PR 32nd 6-ditch-DG-SW_IN_RT

PR 32nd 6-ditch-B1_EOSB12

PR 32nd 6-ditch-DG_EOP

PR 32nd 6-ditch-Sidewalk_IN_RT_1

PR 32nd 6-ditch-DG_13

PR 32nd 6-ditch-B1-SW_IN_RT1

PR 32nd 6-ditch-T_EOP_RT

PR 32nd 6-ditch-B1_BOC

PR 32nd 6-ditch-DG-SW_OUT_RT

PR 32nd 6-ditch-B1_EOP_RT

PR 32nd 6-ditch-DG_1

PR 32nd 6-ditch-DG_Tie_Cut_LT

PR 32nd 6-ditch-T_BOC3

PR 32nd 6-ditch-B1_EOP

PR 32nd 6-ditch-T_BOC

PR 32nd 6-ditch-T_Tie_Cut_LT

PR 32nd 6-ditch-T_BOC2

PR 32nd 6-ditch-B1-SW_OUT_RT1

PR 32nd 6-ditch-B1_EOP3

PR 32nd 6-ditch-T_Tie_Fill_RTPR 32nd 6-ditch-Sidewalk_IN_RT

PR 32nd 6-ditch-B1_EOSB1

PR 32nd 6-ditch- 3

PR 32nd 6-ditch-B1_CL

PR 32nd 6-ditch-B1-SW_OUT_RT

PR 32nd 6-ditch-B1_BOC2

PR 32nd 6-ditch-B1_EOP1

PR 32nd 6-ditch-T_CL

PR 32nd 6-ditch-DG_EOSB2

PR 32nd 6-ditch-DG_Tie_Fill_RTPR 32nd 6-ditch- 2

PR 32nd 6-ditch-DG_EOSB22PR 32nd 6-ditch-DG_EOP3

PR 32nd 6-ditch-DG_EOP_RT

Exterior Boundary

Exterior Boundary

line location

water line
Approximate

location
gas line 
Approximate

location
fuel line 
Approximate

line location

storm drain

Approximate

P
p
s
d
 R
/W

line location

sanitary sewer 

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

E
x
s
t 

R
/W

S = 3.76%

E Inv. 1856.82

W Inv. 1858.06

Pipe Conduit 15IN - 33 LF

  Sta 714+92 - 0.0' Rt

Sta 714+92 - 33' Lt to

location
electric line

Approximate

E
x
s
t 

R
/W
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

502+00.00

1845 1845

1860 1860

503+00.00

1845 1845

1860 1860

504+00.00

SIOB-SOIA-7-002(157)017 56

PR front 32nd 6-B1_EOL1_L

PR front 32nd 6-DG_CL

approach 502-08-100+39.00

approach 502-08-100+28.00

approach 502-08-100+17.00

approach 502-08-100+13.40

approach 502-08-100+38.00

approach 502-08-100+27.00

approach 502-08-100+16.00

approach 502-08-100+37.00

approach 502-08-100+26.00

approach 502-08-100+15.00

approach 502-08-100+36.00

approach 502-08-100+25.00

approach 502-08-100+14.00

approach 502-08-100+35.00

approach 502-08-100+24.00

approach 502-08-100+13.00

approach 502-08-100+43.97

approach 502-08-100+34.00

approach 502-08-100+23.00

approach 502-08-100+33.00

approach 502-08-100+22.00

approach 502-08-100+43.00

approach 502-08-100+32.00

approach 502-08-100+21.00

approach 502-08-100+42.00

approach 502-08-100+31.00

approach 502-08-100+20.00

approach 502-08-100+41.00

approach 502-08-100+30.00

approach 502-08-100+40.00

approach 502-08-100+19.00

approach 502-08-100+29.00

approach 502-08-100+18.00

PR front 32nd 6-T_EOL1_LPR front 32nd 6-T_EOP_L PR front 32nd 6-502+00.00

PR front 32nd 6-502+00.00 PR front 32nd 6-502+00.00

PR front 32nd 6-DG_EOP_L PR front 32nd 6-DG_EOL1_R

PR front 32nd 6-DG_EOSB2_L

PR front 32nd 6-T_EOP_RPR front 32nd 6-T_EOL1_R

PR front 32nd 6-T_CL

PR front 32nd 6-DG_Tie_L

PR front 32nd 6-B1_EOL1_RPR front 32nd 6-B1_EOSP_L PR front 32nd 6-B1_EOP_R

PR front 32nd 6-DG_EOL1_L

PR front 32nd 6-T_Tie_L

PR front 32nd 6-DG_EOP_R

PR front 32nd 6-B1_EOP_L

PR front 32nd 6-B1_CL

PR front 32nd 6-T_1_L

Exterior Boundary

Exterior Boundary

line location

water line
Approximate

location
fuel line 
Approximate

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

location
gas line 
Approximate

PR front 32nd 6-B1_EOL1_L

PR front 32nd 6-DG_CL

PR front 32nd 6-T_Tie_R

PR front 32nd 6-DG_EOSB2_R

PR front 32nd 6-T_EOL1_L

PR front 32nd 6-T_EOP_LPR front 32nd 6-503+00.00

PR front 32nd 6-503+00.00 PR front 32nd 6-503+00.00

PR front 32nd 6-503+00.00

PR front 32nd 6-503+00.00

PR front 32nd 6-B1_EOSP_R

PR front 32nd 6-DG_EOP_L

PR front 32nd 6-DG_EOL1_R

PR front 32nd 6-T_1_R

PR front 32nd 6-DG_EOSB2_L

PR front 32nd 6-DG_Tie_R

PR front 32nd 6-T_EOP_RPR front 32nd 6-T_EOL1_R

PR front 32nd 6-T_CL

PR front 32nd 6-DG_Tie_L

PR front 32nd 6-B1_EOL1_R

PR front 32nd 6-B1_EOSP_L

PR front 32nd 6-B1_EOP_R

PR front 32nd 6-DG_EOL1_L

PR front 32nd 6-T_Tie_L

PR front 32nd 6-DG_EOP_R

PR front 32nd 6-B1_EOP_L

PR front 32nd 6-B1_CLPR front 32nd 6-T_1_L

Exterior Boundary

Exterior Boundary

line location

water line
Approximate

location
fuel line 
Approximate

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

location
gas line 
Approximate

PR front 32nd 6-B1_EOL1_L

PR front 32nd 6-DG_CL

PR front 32nd 6-T_Tie_R

PR front 32nd 6-DG_EOSB2_R

PR front 32nd 6-T_EOL1_L

PR front 32nd 6-T_EOP_L

PR front 32nd 6-B1_EOSP_R

PR front 32nd 6-DG_EOP_L

PR front 32nd 6-504+00.00

PR front 32nd 6-504+00.00

PR front 32nd 6-504+00.00

PR front 32nd 6-504+00.00

PR front 32nd 6-DG_EOL1_R

PR front 32nd 6-T_1_R

PR front 32nd 6-DG_EOSB2_L

PR front 32nd 6-DG_Tie_R

PR front 32nd 6-T_EOP_RPR front 32nd 6-T_EOL1_R

PR front 32nd 6-T_CL

PR front 32nd 6-DG_Tie_L

PR front 32nd 6-B1_EOL1_R

PR front 32nd 6-B1_EOSP_L

PR front 32nd 6-B1_EOP_R

PR front 32nd 6-DG_EOL1_L

PR front 32nd 6-T_Tie_L

PR front 32nd 6-DG_EOP_R

PR front 32nd 6-B1_EOP_L

PR front 32nd 6-B1_CL

PR front 32nd 6-T_1_L

Exterior BoundaryExterior Boundary

P
p
s
d
 R
/W

line location

water line
Approximate

location
fuel line 
Approximate

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

location
gas line 
Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

P
p
s
d
 T

e
m

p
 E

s
m
t

line location

telephone
Approximate

location
electric line

Approximate

E
x
s
t 

R
/W

P
p
s
d
 T

e
m

p
 E

s
m
t

line location

telephone
Approximate

location
electric line

Approximate

E
x
s
t 

R
/W

P
p
s
d
 T

e
m

p
 E

s
m
t

line location

telephone
Approximate

location
electric line

Approximate

E
x
s
t 

R
/W
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00

00

3030

3030

6060

6060

9090

9090

120120

120120

150150

150150

180180

180180

210210

210210

1845 1845

1860 1860

505+00.00

1845 1845

1860 1860

1875 1875

506+00.00

1845 1845

1860 1860

1875 1875

507+00.00

SIOB-SOIA-7-002(157)017 57

approach 505-12-110+52.00

approach 505-12-110+41.00

approach 505-12-110+30.00

approach 505-12-110+14.06

approach 505-12-110+51.00

approach 505-12-110+40.00

approach 505-12-110+50.00

approach 505-12-110+19.00

approach 505-12-110+29.00

approach 505-12-110+18.00

approach 505-12-110+39.00

approach 505-12-110+28.00

approach 505-12-110+17.00

approach 505-12-110+49.00

approach 505-12-110+38.00

approach 505-12-110+27.00

approach 505-12-110+16.00

approach 505-12-110+48.00

approach 505-12-110+37.00

approach 505-12-110+26.00

approach 505-12-110+15.00

approach 505-12-110+47.00

approach 505-12-110+36.00

approach 505-12-110+25.00

approach 505-12-110+14.00

approach 505-12-110+46.00

approach 505-12-110+36.45

approach 505-12-110+35.00

approach 505-12-110+24.00

approach 505-12-110+13.00

approach 505-12-110+45.00

approach 505-12-110+34.00

approach 505-12-110+23.00

approach 505-12-110+44.00

approach 505-12-110+33.00

approach 505-12-110+22.00

approach 505-12-110+54.00

approach 505-12-110+43.00

approach 505-12-110+32.00

approach 505-12-110+21.00

approach 505-12-110+12.46

approach 505-12-110+53.00

approach 505-12-110+42.00

approach 505-12-110+31.00

approach 505-12-110+20.00

PR front 32nd 6-B1_EOL1_L

PR front 32nd 6-DG_CL

PR front 32nd 6-T_EOL1_L

PR front 32nd 6-T_EOP_L

PR front 32nd 6-DG_EOP_L

PR front 32nd 6-DG_EOL1_R

PR front 32nd 6-505+00.00

PR front 32nd 6-505+00.00

PR front 32nd 6-DG_EOSB2_L

PR front 32nd 6-T_EOP_RPR front 32nd 6-T_EOL1_R

PR front 32nd 6-T_CL

PR front 32nd 6-DG_Tie_L

PR front 32nd 6-B1_EOL1_R

PR front 32nd 6-B1_EOSP_L

PR front 32nd 6-B1_EOP_R

PR front 32nd 6-DG_EOL1_L

PR front 32nd 6-T_Tie_L

PR front 32nd 6-DG_EOP_R

PR front 32nd 6-B1_EOP_L

PR front 32nd 6-B1_CL

PR front 32nd 6-T_1_L

Exterior Boundary

P
p
s
d
 R
/W

line location

water line
Approximate

location
fuel line 
Approximate

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

location
gas line 
Approximate

PR front 32nd 6-B1_EOL1_L

PR front 32nd 6-DG_CL

PR front 32nd 6-T_Tie_R

PR front 32nd 6-DG_EOSB2_R

PR front 32nd 6-T_EOL1_L

PR front 32nd 6-T_EOP_L

PR front 32nd 6-B1_EOSP_R

PR front 32nd 6-DG_EOP_L

PR front 32nd 6-DG_EOL1_R

PR front 32nd 6-506+00.00

PR front 32nd 6-506+00.00

PR front 32nd 6-506+00.00

PR front 32nd 6-506+00.00

PR front 32nd 6-T_1_R

PR front 32nd 6-DG_EOSB2_L

PR front 32nd 6-DG_Tie_R

PR front 32nd 6-T_EOP_RPR front 32nd 6-T_EOL1_R

PR front 32nd 6-T_CL

PR front 32nd 6-DG_Tie_L

PR front 32nd 6-B1_EOL1_R

PR front 32nd 6-B1_EOSP_L

PR front 32nd 6-B1_EOP_R

PR front 32nd 6-DG_EOL1_L

PR front 32nd 6-T_Tie_L

PR front 32nd 6-DG_EOP_R

PR front 32nd 6-B1_EOP_L

PR front 32nd 6-B1_CL

PR front 32nd 6-T_1_L

PR 32nd 6-ditch-700+69.00PR 32nd 6-ditch-700+70.00PR 32nd 6-ditch-700+70.40 PR 32nd 6-ditch-700+66.00PR 32nd 6-ditch-700+68.00 PR 32nd 6-ditch-700+67.00

Exterior Boundary

line location

water line
Approximate

location
fuel line 
Approximate

S
ta
te
 R
/W

E
x
s
t 

N
o
t 

location
gas line 
Approximate

PR front 32nd 6-B1_EOL1_L

PR front 32nd 6-DG_CL

PR front 32nd 6-T_Tie_R

PR front 32nd 6-507+00.00

PR front 32nd 6-507+00.00

PR front 32nd 6-DG_EOSB2_R

PR front 32nd 6-T_EOL1_L

PR front 32nd 6-T_EOP_L

PR front 32nd 6-B1_EOSP_R

PR front 32nd 6-DG_EOP_L

PR front 32nd 6-DG_EOL1_R

PR front 32nd 6-T_1_R

PR front 32nd 6-DG_Tie_R

PR front 32nd 6-T_EOP_RPR front 32nd 6-T_EOL1_R

PR front 32nd 6-T_CL

PR front 32nd 6-B1_EOL1_R PR front 32nd 6-B1_EOP_R

PR front 32nd 6-DG_EOL1_L PR front 32nd 6-DG_EOP_RPR front 32nd 6-B1_EOP_L

PR front 32nd 6-B1_CL

PR 32nd 6-ditch-700+89.30 PR 32nd 6-ditch-700+88.00PR 32nd 6-ditch-700+89.00

Exterior Boundary

line location

water line
Approximate location

fuel line 
Approximate

line location

storm drain

Approximate

location
gas line 
Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

line location

telephone
Approximate

location
electric line

Approximate

E
x
s
t 

R
/W

line location

telephone
Approximate

location
electric line

Approximate

E
x
s
t 

R
/W

S = 0.82%

E Inv. 1845.5

W Inv. 1846.2

(3) 6' x 14' Concrete Box Culvert - 85 LF

  Sta 506+23.9 - 39' Rt

Sta 506+24.5 - 55' Lt to

location
electric line

Approximate

E
x
s
t 

R
/W
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1845 1845
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510+00.00510+00.00

SIOB-SOIA-7-002(157)017 58

PR front 32nd 6-B1_EOL1_L

PR front 32nd 6-DG_CL

PR front 32nd 6-T_Tie_R

PR front 32nd 6-DG_EOSB2_R

PR front 32nd 6-T_EOL1_L

PR front 32nd 6-T_EOP_LPR front 32nd 6-508+00.00

PR front 32nd 6-508+00.00 PR front 32nd 6-508+00.00

PR front 32nd 6-508+00.00

PR front 32nd 6-507+98.00

PR front 32nd 6-B1_EOSP_R

PR front 32nd 6-DG_EOP_L

PR front 32nd 6-DG_EOL1_R

PR front 32nd 6-T_1_R

PR front 32nd 6-DG_EOSB2_L

PR front 32nd 6-DG_Tie_R

PR front 32nd 6-T_EOP_RPR front 32nd 6-T_EOL1_R

PR front 32nd 6-T_CL

PR front 32nd 6-507+93.23

PR front 32nd 6-DG_Tie_L

PR front 32nd 6-B1_EOL1_R

PR front 32nd 6-B1_EOSP_L

PR front 32nd 6-B1_EOP_R

PR front 32nd 6-DG_EOL1_L

PR front 32nd 6-T_Tie_L

PR front 32nd 6-507+96.00

PR front 32nd 6-DG_EOP_R

PR front 32nd 6-B1_EOP_L

PR front 32nd 6-507+94.00

PR front 32nd 6-B1_CL

PR front 32nd 6-T_1_L

Exterior Boundary

Exterior Boundary

location
fuel line 
Approximate
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/W

S
ta
te
 R
/W

E
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N
o
t 

PR front 32nd 6-B1_EOL1_LPR front 32nd 6-509+00.00

PR front 32nd 6-509+00.00

PR front 32nd 6-509+00.00

PR front 32nd 6-509+00.00

PR front 32nd 6-508+98.00

PR front 32nd 6-DG_CL

PR front 32nd 6-T_Tie_R

PR front 32nd 6-DG_EOSB2_R

PR front 32nd 6-T_EOL1_L

PR front 32nd 6-T_EOP_L

PR front 32nd 6-B1_EOSP_R

PR front 32nd 6-DG_EOP_L

PR front 32nd 6-DG_EOL1_R

PR front 32nd 6-T_1_R

PR front 32nd 6-DG_EOSB2_L

PR front 32nd 6-DG_Tie_R

PR front 32nd 6-T_EOP_RPR front 32nd 6-T_EOL1_R

PR front 32nd 6-T_CL

PR front 32nd 6-DG_Tie_L

PR front 32nd 6-B1_EOL1_R

PR front 32nd 6-B1_EOSP_L

PR front 32nd 6-B1_EOP_R

PR front 32nd 6-DG_EOL1_L

PR front 32nd 6-T_Tie_L

PR front 32nd 6-DG_EOP_R

PR front 32nd 6-B1_EOP_L

PR front 32nd 6-B1_CL

PR front 32nd 6-T_1_L

Exterior Boundary

Exterior Boundary

location
fuel line 
Approximate

PR front 32nd 6-B1_EOL1_L

PR front 32nd 6-DG_CL

PR front 32nd 6-T_Tie_R

PR front 32nd 6-DG_EOSB2_R

PR front 32nd 6-T_EOL1_L

PR front 32nd 6-T_EOP_LPR front 32nd 6-510+00.00

PR front 32nd 6-510+00.00

PR front 32nd 6-B1_EOSP_R

PR front 32nd 6-DG_EOP_L

PR front 32nd 6-DG_EOL1_R

PR front 32nd 6-T_1_R

PR front 32nd 6-DG_EOSB2_L

PR front 32nd 6-509+99.92

PR front 32nd 6-DG_Tie_R

PR front 32nd 6-T_EOP_RPR front 32nd 6-T_EOL1_R

PR front 32nd 6-T_CL

PR front 32nd 6-DG_Tie_L

PR front 32nd 6-B1_EOL1_R

PR front 32nd 6-B1_EOSP_L

PR front 32nd 6-B1_EOP_R

PR front 32nd 6-DG_EOL1_L

PR front 32nd 6-T_Tie_L

PR front 32nd 6-DG_EOP_R

PR front 32nd 6-B1_EOP_L

PR front 32nd 6-B1_CL

PR front 32nd 6-T_1_L

Exterior Boundary

Exterior Boundary

location
fuel line 
Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A
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E
x
s
t 

R
R
 R
/W

line location

telephone
Approximate
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Approach 510-83-120+67.00

Approach 510-83-120+56.00

Approach 510-83-120+45.00

Approach 510-83-120+34.00

Approach 510-83-120+23.00

Approach 510-83-120+19.18

Approach 510-83-DG_EOP_R

Approach 510-83-120+66.00

Approach 510-83-120+55.00

Approach 510-83-120+44.00

Approach 510-83-120+33.00

Approach 510-83-120+22.00

Approach 510-83-120+65.00

Approach 510-83-120+54.00

Approach 510-83-120+43.00

Approach 510-83-120+32.00

Approach 510-83-120+21.00

Approach 510-83-120+64.00

Approach 510-83-120+53.00

Approach 510-83-120+42.00

Approach 510-83-120+31.00

Approach 510-83-120+20.00

Approach 510-83-T_EOP_R

Approach 510-83-120+63.00

Approach 510-83-120+52.00

Approach 510-83-120+41.00

Approach 510-83-120+30.00

Approach 510-83-120+62.00

Approach 510-83-120+51.00

Approach 510-83-120+40.00

Approach 510-83-120+61.00

Approach 510-83-120+50.00

Approach 510-83-120+23.39

Approach 510-83-B1_EOP_R

Approach 510-83-120+60.00

Approach 510-83-120+23.29

Approach 510-83-120+69.92

Approach 510-83-120+53.29

Approach 510-83-120+19.00

Approach 510-83-120+29.00

Approach 510-83-120+18.00

Approach 510-83-B1_EOSP_R

Approach 510-83-B1_EOSP_R

Approach 510-83-120+15.41

Approach 510-83-120+39.00

Approach 510-83-120+28.00

Approach 510-83-120+17.00

Approach 510-83-120+49.00

Approach 510-83-120+38.00

Approach 510-83-120+27.00

Approach 510-83-120+16.00

Approach 510-83-120+59.00

Approach 510-83-120+48.00

Approach 510-83-120+37.00

Approach 510-83-120+26.00

Approach 510-83-120+69.00

Approach 510-83-120+58.00

Approach 510-83-120+47.00

Approach 510-83-120+36.00

Approach 510-83-120+25.00

Approach 510-83-120+68.00

Approach 510-83-120+57.00

Approach 510-83-120+46.00

Approach 510-83-120+35.00

Approach 510-83-120+24.00 PR front 32nd 6-B1_EOL1_L

PR front 32nd 6-511+00.00

PR front 32nd 6-511+00.00

PR front 32nd 6-511+00.00

PR front 32nd 6-DG_CL

PR front 32nd 6-T_Tie_R

PR front 32nd 6-DG_EOSB2_R

PR front 32nd 6-T_EOL1_L

PR front 32nd 6-T_EOP_L

PR front 32nd 6-B1_EOSP_R

PR front 32nd 6-DG_EOP_L PR front 32nd 6-DG_EOL1_R

PR front 32nd 6-T_1_R

PR front 32nd 6-DG_Tie_R

PR front 32nd 6-T_EOP_RPR front 32nd 6-T_EOL1_R

PR front 32nd 6-T_CL

PR front 32nd 6-B1_EOL1_R PR front 32nd 6-B1_EOP_R

PR front 32nd 6-DG_EOL1_L

PR front 32nd 6-DG_EOP_R

PR front 32nd 6-B1_EOP_L

PR front 32nd 6-B1_CL

Exterior Boundary

Exterior Boundary

location
fuel line 
Approximate

line location

storm drain

Approximate

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A
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